
For the purpose of this section, deferred submittals are defined as per
section 106.3.4.2 of the IBC. Submittal documents for deferred submittal
items shall be submitted to the engineer/architect for their review for general
conformance with the design of the building. After submittals are reviewed
for general conformance by the architect and engineer of record, deferred
submittals must be submitted to the building official for approval and that
deferred items are not to be installed until approved by the building official
(see IBC 106.3.4.2). Deferred submittals for this project are:

DEFERRED SUBMITTALS

1) PRE-ENGINEERED METAL BUILDING
(expectected to be submitted within one month after bid has been awarded)

2) CHAIN-LINK FENCING AND GATES
(expectected to be submitted within one month after bid has been awarded)
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North: ______  South: ______  East: ______  West: ______

   Special Use and Occupancy (e.g. High Rise, Covered Mall):   __________________

Official for Complex Buildings. Including, but not limited to:

g)    Fire Stopping, Including Tested Design Number.

f)    Exterior and Interior Accessibility Route.

e)    Fire Assembly Locator Sheet.

a)    High Rise Requirements.

b)    Atriums.

c)    Performance Based Criteria.

d)    Means or Egress Analysis.

2)    Additional Code Information shall be provided at the discretion of the Building

Code Accessibility Chapters, the more restrictive requirement shall govern.

through     - ADA Guidelines and specific reference to the International Building

1)    In case of conflict with the U.S. Department of Justice Federal Registers Parts

FOOTNOTES:

d)    Drinking Fountains:  ______       Service Sinks: ______

c)    Bath Tubs or Showers:  ______

b)    Lavatories  -  Required (m) ______ (f) ______    Provided (m) ______ (f) ______

a)    Water Closets - Required (m) ______ (f) ______  Provided (m) ______ (f) _____

M.      Minimum Number of Required Plumbing Facilities:

Exit Width Required:   ______            Exit Width Provided:   ______

Element Hours Assembly

ListingListing
Element AssemblyHours

Smoke Partitions

Fire Partitions

Exterior Bearing Walls

Interior Bearing Walls

Exterior Non-Bearing Walls

Structural Frame

Partitions - Permanent

Fire Barriers

Floors - Ceiling Floors

Roofs - Ceiling Roofs

Exterior Doors and Windows

Shaft Enclosures

Fire Walls

BAHTBABABA

Design Wind Speed:  ______ mphB.      Seismic Design Category: ______

L.      Design Occupant Load: ______

K.       Fire Resistance Rating Requirements for Building Elements (hours).

Area Modifications:J:

 ____________________________________________Tabular Area:I:

 per Floor (square feet): ___________________Actual AreaH:

Number of Stories:   ______   Building Height: ____________G:

Required: ______     Provided: ______   Type of Sprinkler System: ____________

Sprinklers:F:

Mixed Occupancies:   ______         Nonseparated Uses:   ______E.

          separation distance (in hours):

 Requirements for the Exterior Walls based on the fireFire Resistance RatingD.

C.      Type of Construction  (circle one):

   Change in Use: Yes ______ No ______  Mixed Occupancy: Yes ______  No ______

Guidelines

ADA Accessibility

Building Conservation

Uniform Code for

National Electrical Code

Conservation Code

International Energy

International Fire Code

International Plumbing Code

International Mechanical Code

International Building Code

YearYear

APPLICABLE CODES

A.      Occupancy and Group:  ________    ________    ________    ________     ________

CODE ANALYSIS

2006

2006

2006

2006

2008

2003 ANSI 117.1

B

X X

0 0 0 0

NO N/A

1

2,653

23,000

0
0
0
0
0

0

0
0

N.A.
N.A.
N.A.
N.A.

28

D 90

NO

15' - 7"

N.A.

1994 ADAG

NO

N.A.

5.6 72"

2 1*

1 1*

N.A.

1 1

3 1*

2 1*

* 1 TOILET ROOM IS "UNISEX"  - 1 STAFF FEMALE - USERS ARE ALL MALE

PROJECT
LOCATION

C

B

A

1 32

O.L. 1O.L. 2 O.L. 1 O.L. 1 O.L. 1 O.L. 1 O.L. 1 O.L. 1
100 S.F. 37 S.F. 37 S.F. 37 S.F. 37 S.F. 37 S.F. 37 S.F. 37 S.F.

O.L. 12
1150 S.F.

O.L. 2
154 S.F.

O.L. 1
64 S.F.

O.L. 2
133 S.F.

O.L. 1
77 S.F.

O.L. 1
115 S.F.

O.L. 3
175 S.F.

T.D. = 65'

T.D. = 111'

EXIT

EXIT

O.L. = OCCUPANCY LOAD
T.D. = TRAVEL DISTANCE

B - OCCUPANCY
TOTAL OCCUPANT LOAD = 31
31 x 0.2 = 6.2" REQUIRED
EXIT WIDTH PROVIDED = 72"

GATES UNLOCK
WITH FIRE ALARM

COPYRIGHT:
© 2010 SCOTT P. EVANS - ARCHITECT

DESIGNED BY:

CHECKED BY:

SPE PROJECT #:

OWNER PROJECT #:

SCOTT P. EVANS
ARCHITECT &

ASSOCIATES P.C.
108 West Center Street

Bountiful, Utah 84010
Telephone - 801.298.1368

Telefax - 801.298.2192
info@spe-architect.com
www.spe-architect.com

1 2 3 4 5

1 2 3 4 5

A

B

C

D

DRAWN BY:A

B

C

D

09223080

09-12

GTE

SPE

SPE

SHEET NUMBER:

SHEET TITLE:

ISSUED:

NO. DATE DESCRIPTION

CONSULTANTS:

PROFESSIONAL STAMP:

ARCHITECT'S INFORMATION:

PROJECT NAME:

REVISIONS:

NO. DATE DESCRIPTION

#

L
a

s
t 

P
lo

tt
e

d
:

#1 01/12/2010 DESIGN DEVELOPEMENT SUBMITTAL

#2 03/01/2010 100% FINAL REVIEW SET

#3 04/04/2010 BID DOCUMENTS

#4 07/07/2010 BID DOCUMENTS (REDESIGN)

7
/6

/2
0

1
0

 1
1

:0
4

:1
6

 A
M

R
E

A
D

IN
G

 F
O

R
 T

H
E

 B
L

IN
D

N
E

W
 L

IB
R

A
R

Y
D

R
A

P
E

R
 P

R
IS

O
N

GENERAL
INFORMATION

GI-002

ROD & SHELF

TOP OF WALK

TOP OF LANDSCAPING

TOP BACK OF CURB

TOP OF MASONRY

SYNTHETIC STUCCO EXTERIOR INSULATION SYSTEM

VINYL WALL COVERING

SOUND ATTENUATION BLANKET

GAGE OR GAUGE

GLAZED STRUCTURAL UNIT

WITHOUT

WITH

WELDED WIRE FABRIC

VERTICAL

UNLESS NOTED OTHERWISE

TYPICAL

TOP OF WALL

TOP OF STEEL

SYMMETRICAL

SQUARE

SPECIFICATION

SIMILAR

SHEET

ROUND

ROOM

ROOF DRAIN

REVISION

REQUIRED

REINFORCING

RADIUS

PROPERTY LINE

PREFABRICATED

POUND

PHASE

PERPENDICULAR

PER

PENNY

OUTSIDE DIAMETER

OPPOSITE

OPENING

ON CENTER

NUMBER

NOT TO SCALE

NOT IN CONTRACT

NEAR SIDE

NATIONAL ELECTRICAL MANUFACTURERS ASSOC.

NATIONAL ELECTRICAL CODE

NATIONAL BOARD OF FIRE UNDERWRITERS

MISCELLANEOUS

MINIMUM

MECHANICAL

MAXIMUM

MANUFACTURER

LABORATORY

KIP (1,000 LB.)

INTERMEDIATE

INSIDE DIAMETER

INFORMATION

INCH

HORIZONTAL

HIGH STRENGTH BOLT

HEIGHT

HARDWARE

GYPSUM BOARD

CU. IN. CUBIC INCH

EXTERIOR INSULATION FINISH SYSTEM

FINISH FLOOR

GALVANIZED

FOUNDATION

FLUORESCENT

FLOOR DRAIN

FIRE HYDRANT

FIRE HOSE CABINET

FIRE EXTINGUISHER CABINET

FEET OR FOOT

FAR SIDE

FOOTING

ELECTRIC WATER COOLER

EXPANSION JOINT

EQUIPMENT

ELEVATION

ELECTRICAL

DRAWING

DIMENSION

DIAMETER

DIAGONAL

DEPARTMENT

CUBIC YARD

DOOR

DOUBLE

EJ /

F.H.

FTG.

GALV.

FND.

FLUOR.

FD
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F.F.
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FT. or '

EIFS
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DR

EWC

EXP. JT.

EQUIP.

EL.

ELEC.

DWG.

DBL.

DIM.

CU. YD.

DIAG.

DEPT.

CALCIUM SILICATE MASONRY UNIT

CONCRETE REINFORCING STEEL INSTITUTE

ARCHITECT OR ARCHITECTURAL

CENTERLINE

CUBIC FEET PER MINUTE

CUBIC FOOT

COUNTERSINK

CONTINUOUS

CONSTRUCTION

CONCRETE MASONRY UNIT
COMPOSITION

CLEANOUT

CHANNEL

CENTER TO CENTER

CUBIC

COLUMN

CATCH BASIN

BUILDING

BRACKET

BLOCKING

AVERAGE

ARCHITECTURAL CONCRETE

APPROXIMATE

BOTTOM

CENTER

BEAM

AT

CL

CRSI

CU. FT.

CFM

CU.

CONT.

CONST.

CSK.

C.M.U.
COMP.

COL.
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C.O.

[

BOT.

CSMU

CTR.

C.B.

BLDG.

BRKT.

AVG.

BLKG.

BM

@

ARCH.

APPROX.

AC

AMERICAN SOCIETY OF TESTING & MATERIALS

AMERICAN NATIONAL STANDARDS INSTITUTE

AMERICAN CONCRETE INSTITUTE

ABBREVIATIONS

APPROVED

ANCHOR BOLT

AMERICAN WELDING SOCIETY

ALUMINUM

ALTERNATE

ANGLE

AND

A.B.

APPD.

L

&

AWS

ASTM

ANSI

ACI

AL.

ALT.

P/L

W/O

VWC.

VERT.

U.N.O.

W/

WWF

TYP.

TOW

T.B.C.

T.O.M.

SSEIS

SYM.

T.L.

T.W.

TOS

RM

SQ. or

SPEC.

RD. or

SAB

SIM.

SHT.

REQ'D.

REINF.

R&S

RD

REV.

R

N.S.

O.D.

PREFAB.

LB. or #

PERP.

O

/

d

OPP.

OPNG.

NO. or #

N.I.C.

O.C.

NTS

MAX.

NEMA

NBFU

MISC.

MECH.

NEC

MIN.

INTER.

INFO.

MFG.

LAB.

K

I.D.

HORIZ.

HDW.

GYP. BD.

"

HSB

HGT.

GA.

GSU

ABOVE FINISHED FLOORAFF

FIRE RETARDANT TREATEDFRT

FIELD VERIFYF.V.

O

O

STEEL

PARTICLE BOARD

ACOUSTIC TILE

GYPSUM BOARD

RIGID INSULATION

BATT INSULATION

PLYWOOD

WOOD (BLOCKING)

WOOD (STUDS, NAILERS)

WOOD (FINISH)

CAST STONE

CONCRETE MASONRY UNITS

BRICK

CONCRETE

ASPHALT

POROUS FILL

MATERIAL DESIGNATIONS

EARTH

RIGID INSULATION

INTERIOR ELEVATION MARKER

KEYED NOTE NUMBER

SHEET NUMBER

DETAIL, WALL or SECTION NUMBER

ELEVATION REFERENCE

REFERENCE NORTH (PLANS)

GRID REFERENCE

REVISION NUMBER

ROOM NUMBER

ROOM NAME

WINDOW NUMBER

DOOR NUMBER

SHEET NUMBER

DETAIL/WALL or SECTION NUMBER

GRAPHIC SYMBOLS

WALL TYPES

DRAWINGS REVISION

REVISION NUMBER

3

A

100

OFFICE

5

102

NORTH

3

D2

AE-501

XX

XXXXX

A

C

D

B

XX

XXXXX

#

##

DRAWING INDEX

DRAWING TITLESHT. #

DRAWING INDEX

DRAWING TITLESHT. #

GENERAL:

GI-001 TITLE SHEET
GI-002 GENERAL INFORMATION
GI-003 SPECIAL TESTING AND INSPECTION
GI-004 GENERAL ADA INFORMATION

CIVIL:

CE-101 GENERAL NOTES
CE-102 DEMOLITION AND EROSION CONTROL PLAN
CE-103 SITE GRADING, DRAINAGE AND UTILITY PLAN
CE-104 APWA DETAILS - VARIOUS
CE-105 APWA DETAILS - VARIOUS

STRUCTURAL:

SJ001 GENERAL STRUCTURAL NOTES
SB101 FOOTING AND FOUNDATION PLAN
SB501 FOOTING AND FOUNDATION DETAILS
SB601 STRUCTURAL DETAILS

ARCHITECTURAL:

AS-101 SITE PLAN
AE-101 FLOOR PLAN
AE-102 DIMENSION PLAN
AE-103 REFLECTED CEILING PLAN
AE-104 ROOF PLAN
AE-201 EXTERIOR ELEVATIONS
AE-202 EXTERIOR ELEVATIONS
AE-203 INTERIOR ELEVATIONS
AE-204 INTERIOR ELEVATIONS
AE-205 INTERIOR ELEVATIONS
AE-301 BUILDING SECTIONS
AE-302 BUILDING SECTIONS
AE-303 BUILDING SECTIONS
AE-304 WALL SECTIONS
AE-305 WALL SECTIONS
AE-306 WALL SECTIONS
AE-501 DETAILS
AE-502 DETAILS
AE-503 DETAILS
AE-504 DETAILS
AE-601 DOOR & FINISH SCHEDULES
AE-602 WINDOW SCHEDULE & WALL TYPES

MECHANICAL:

MH-001 MECHANICAL LEGENDS AND NOTES
MH-101 MECHANICAL FLOOR PLAN
MH-501 MECHANICAL DETAILS
MH-601 MECHANICAL SCHEDULES
PP-101 PLUMBING FLOOR PLAN
PP-501 PLUMBING DETAILS
PP-601 PLUMBING SCHEDULES
PP-701 PLUMBING ISOMETRIC

ELECTRICAL:

EE-001 SHEET INDEX, ABBREVIATIONS, DEFINITIONS, GENERAL NOTES
EE-002 SYMBOL LEGEND
EE-701 TYPICAL MOUNTING HEIGHTS
ES-101 ELECTRICAL SITE PLAN
EP-101 POWER PLAN
EP-601 ONE-LINE DIAGRAM
EP-602 EQUIPMENT & PANEL SCHEDULES
EL-101 LIGHTING PLAN
EL-601 LIGHTING FIXTURE SCHEDULE
EY-101 SECURITY PLAN
EY-601 SECURITY DIAGRAM & SCHEDULES

CONTROL JOINTC.J.

 12" = 1'-0"

VICINITY MAP
 12" = 1'-0"

LOCATION MAP
A4 A5

XX-XXX XX EXTERIOR ELEVATION MARKER

TOP OF PARAPET WALLT.O.P.W.

EXISTING(E)

BOTTOM OF PARPAET WALLB.O.P.W.

BELOWBLW

 3/32" = 1'-0"B4
OCCUPANCY & EXITING PLAN
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SPECIAL TESTING
AND INSPECTION

GI-003

NOTE:
THE STEEL FABRICATOR MUST BE ON THE DFCM'S
APPROVED FABRICATOR LIST OR IF PRIOR APPROVAL
HAS NOT BEEN GIVEN AND PROVISIONS HAVE BEEN
PROVIDED FOR PAYING FOR THE SPECIAL INSPECTION
AT THE FABRICATORS PLANT. THE NAME OF THE
FABRICATOR AND DRAWINGS MUST BE SUBMITTED AS
A DEFERRED SUBMITTAL.
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BLDG. FACE

10' - 0"

1

KEYED NOTES

2

3

EXISTING LANDSCAPING AND IRRIGATION SYSTEM - MODIFY
IRRIGATION SYSTEM AS REQUIRED TO REMAIN FULLY OPERATIONAL
DURING AND AFTER THE CONSTRUCTION PROCESS - REPAIR ANY
DAMAGE TO EXISTING IMPROVEMENTS TO ORIGINAL OR BETTER THAN
ORIGINAL CONDITION WHERE AFFECTED BY THIS CONTRACT.

EXISTING ROAD - PROTECT FROM DAMAGE.

SEE SHEET AE-101 FOR DESCRIPTION OF WORK WITHIN THE FENCE
LINE OF THE NEW PROJECT AREA.

LOCATION OF EXISTING UTILITIES - COORDINATE WITH CIVIL AND
ELECTRICAL DRAWINGS FOR NEW WORK.

EXISTING FENCING. - PROTECT FROM DAMAGE - MODIFY WHERE
INDICATED ON SHEET AE-101.

EXISTING ELECTRICAL TRANSFORMER - SEE ELECTRICAL DRAWINGS
FOR NEW WORK IN THIS AREA.

NEW 6' HIGH CHAIN LINK FENCING AROUND 2 SIDES OF EXISTING
TRANSFORMER AND NEW DISCONNECT AREA - PROVIDE SINGLE 6'-0"
WIDE SWING GATE TO ALLOW FULL SWING OPENING (180 DEG. FROM
FENCE LINE.) GATE LOCATION TO BE AS TO ALLOW FULL ACCESS TO
EXISTING TRANSFORMER DOORS (3'-0' MINIMUM CLEARANCE FROM
EAST SIDE OF TRANSFORMER TO ANY OBSTRUCTION WHEN GATE IS
IN THE OPEN POSITION). - DIGGING FOR FENCE POSTS ETC. IN THIS
AREA IS TO BE DONE WITH EXTREME CAUTION AS TO NOT DAMAGE
ANDY UNDERGROUND POWER LINES - HAND DIGGING / HYDRO-VAC
IS RECOMMENDED.

NEW ELECTRICAL DISCONNECT - SEE ELECTRICAL DRAWINGS.

EXISTING TURNSTYLE TYPE GATE TO REMAIN.

EXISTING FIRE HYDRANT.

SEE ROOF PLAN - SHEET AE-104.

TEMPORARY FENCING - SEE SPEC. SECTION 015000. CONTRACTOR
SHALL COORDINATE LOCATION WITH OWNER. - PATCH AND REPAIR
ALL EXISTING IMPROVEMENTS AFFECTED BY THIS WORK.

(E) SEWER MANHOLE - SEE CIVIL DRAWINGS.

(E) EDGE OF GRASS / DIRT.
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KEYED NOTES

2

3
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6

7

NEW ASPHALT PAVING - SEE CIVIL DRAWINGS.

4" CONCRETE WALK ON GRAVEL DRAINAGE BASE - SEE CIVIL DRAWINGS.

1" MINUS GRAVEL ON WEED BARRIER - SEE CIVIL DRAWINGS.

EXISTING ROADWAY - PROTECT FROM DAMAGE.

NEW 12'-0" TALL CHAIN LINK FENCING - SEE DETAIL C1/AE-503 AND SPEC.

EXISTING 12'-0" TALL FENCING TO REMAIN - PROTECT FROM DAMAGE. - MODIFY AS
REQUIRED WHERE NEW GATES ARE TO BE INSTALLED.

NEW GATE TO BE INSTALLED IN EXISTING FENCING - MODIFY EXISTING FENCING, POSTS,
RAILS, FABRIC ETC. AS REQUIRED. - NO HORIZONTAL TOP RAIL WILL BE ALLOWED AT
GATE LOCATIONS TO ALLOW TALL EQUIPMENT TO PASS THRU GATE - WHERE DOUBLE
GATE OCCURS, PROVIDE CANE BOLT FOR EACH LEAF - THE OWNER WILL PROVIDE PAD-
LOCK AND CHAIN FOR THE DOUBLE GATES  - SEE SPEC SECTION 323113.

NEW 8" WIDE CONCRETE GRADE BEAM / RETAINING WALL - SEE STRUCTURAL
DRAWINGS.

HVAC UNIT ON 6" CONCRETE PAD - SEE MECHANICAL DRAWINGS.

GAS METER - SEE MECHANICAL DRAWINGS.

SEMI-RECESSED FIRE EXTINGUISHER CABINET - INSTALL SO THE TOP OF THE CABINET IS
AT 5'-0" AFF.

WALL HUNG FIRE EXTINGUISHER.

PREFINISHED METAL DOWNSPOUT BY METAL BUILDING MANUFACTURER. - COORDINATE
WITH CIVIL DRAWINGS FOR TIE-IN TO STORM SEWER SYSTEM.

DUAL HEIGHT ELECTRIC WATER COOLER - SEE ELEVATION INDICATED AND PLUMBING /
ELECTRICAL DRAWINGS.

ALTERNATE #1 - CAST ALUMINUM DEDICATION  PLAQUE MOUNTED ON WALL - SEE SPEC.

ELECTRICAL PANELS - SEE ELECTRICAL DRAWINGS.

-----NOT USED-----

WATER HEATER - SEE PLUMBING DRAWINGS.

AIR COMPRESSOR - SEE PLUMBING DRAWINGS.

-----NOT USED-----

MICROWAVE OVEN - BY OWNER.

UNDERCOUNTER REFRIGERATOR - BY OWNER.

ALL WALLS OF THIS ROOM MUST EXTEND TO THE DECK ABOVE AND HAVE A FULL HEIGHT
GYP. BD. FINISH BOTH SIDES OF THE WALL (FOR ADDITIONAL SECURITY).

-----NOT USED-----

LINE REPRESENTS CHANGE OF FLOORING MATERIALS - PROVIDE APPROPRIATE
FLOORING TRANSITION STRIP WHERE NOT SPECIFICALLY DETAILED OR OTHERWISE
CALLED OUT. - COORDINATE WITH FINISH SCHEDULE. - WHERE FLOORING CHANGE
OCCURS AT DOOR LOCATION, CHANGE IS TO BE MADE BENEATH THE DOOR IN THE
CLOSED POSITION.

REPAIR GRADE / LANDSCAPING / IRRIGATION SYSTEM ETC. WHERE AFFECTED BY THIS
CONTRACT.

GYP. BD. BULKHEAD / BEAM ABOVE.

PAINTED STEEL PIPE BOLLARD - SEE DETAIL C4/AE-503.

WALK OFF MAT IN THIS AREA - PROVIDE MANUFACTURERS STANDARD MAT TO CARPET
TRANSITION AT EDGES OF MAT.

(E) EDGE OF GRASS / DIRT - SEE CIVIL DRAWINGS.

DESK TO BE PROVIDED BY THE OWNER.

CONDENSING UNIT - SEE MECHANICAL DRAWINGS.

4" CONCRETE PAD FOR MECH. UNIT - COORDINATE WITH MECHANICAL FOR SIZE.
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FLOOR PLAN

AE-101

GENERAL NOTES
1.

2.

THE CONTRACTOR IS RESPONSIBLE TO THOROUGHLY UNDERSTAND
THE DRAWINGS, BUILDING, SYSTEMS, STRUCTURE, ETC. PRIOR TO
BEGINNING THE CONSTRUCTION PROCESS. CAREFUL COORDINATION
BETWEEN THE ARCHITECTURAL, STRUCTURAL, MECHANICAL AND
ELECTRICAL DRAWINGS AS WELL AS COORDINATION OF TRADESMEN
ON THE JOB IS THE RESPONSIBILITY OF THE CONTRACTOR. ANY
QUESTIONS OR VARIATION IN DRAWINGS AND EXISTING CONDITIONS
SHALL BE BROUGHT TO THE ARCHITECT'S ATTENTION AT THE
EARLIEST POSSIBLE OPPORTUNITY.

ALL DIMENSIONS ARE TO BE FIELD VERIFIED. ANY VARIATIONS IN
DIMENSIONS ARE TO BE REVIEWED WITH THE ARCHITECT

PROJECT
NORTH TRUE

NORTH

 1/4" = 1'-0"A1
FLOOR PLAN

NOTE:
SEE SHEET AE-102 FOR
DIMENSION PLAN

NOTE:
SEE SHEET AE-602 FOR
WALL TYPES SCHEDULE
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DIMENSION PLAN

NOTE:
UNLESS NOTED OTHERWISE, DIMENSIONS ARE
TYPICALLY FROM GRID LINES, CENTER OF "FINISHED
WALL ASSEMBLY" AND EXTERIOR FACE OF BUILDING. -
WHERE DIMENSIONED TO CENTER OF "FINISHED WALL
ASSEMBLY", COORDINATE WITH WALL TYPES
SCHEDULE

DIMENSIONS WITH AN ASTRICK "      " ARE IMPORTANT
DIMENSIONS THAT MUST BE MAINTAINED.

IT IS THE CONTRACTORS RESPONSIBILITY TO CONTACT
THE ARCHITECT FOR ANY CLARIFICATION OR
QUESTIONS REGARDING DIMENSIONING PRIOR TO
BEGINNING CONSTRUCTION RELATIVE TO THE
DIMENSION IN QUESTION.
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6

SEE BUILDING / WALL SECTIONS FOR
SOUND RATED CEILING
CONFIGURATION - TYPICAL AT ALL
READING ROOMS (ROOMS 110 - 117)

9' - 0"

1

KEYED NOTES

2

3

4

OPEN TO STRUCTURE ABOVE - NO CEILING.

PREFINISHED SHEET METAL SOFFIT BY METAL BUILDING
MANUFACTURER.

GYP. BD. / METAL STUD HEADER. - PAINT. - BRACE TO STRUCTURE AT
48" O.C. MIN.

GYP. BD. / METAL STUD FRAMING AT WINDOW / DOOR - PAINT.

FUTURE SECURITY CAMERA - N.I.C..

RAIN GUTTER AND DOWNSPOUTS - SEE SPEC.

5

6

RECESSED CAN LIGHT FIXTURE - SEE
ELECTRICAL DRAWINGS

SUSPENDED INDIRECT LIGHT FIXTURE - SEE
ELECTRICAL DRAWINGS

2x4 LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS

1x4 LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS

WALL MOUNTED INDIRECT LIGHT FIXTURE - SEE
ELECTRICAL DRAWINGS

GYPSUM BOARD ATTACHED TO UNDERSIDE OF
SUSPENDED OR FRAMED SUPPORT SYSTEM - SEE
FINISH SCHEDULE

EXPOSED STRUCTURE ABOVE - NO FINISH

REFLECTED CEILING
LEGEND

12"x12" GLUE-UP ACOUSTICAL TILE ON SUSPENDED OR
FRAMED GYP. BD. CEILING SYSTEM - SEE WALL
SECTIONS FOR SOUND RATED CEILING ASSEMBLY IN
READING ROOMS #110 - #117

2'-0" x 4'-0" ACOUSTICAL PANEL CEILING AND METAL
GRID SYSTEM - SEE SPEC. REFER TO DETAILS ON
SHEET AE-501 FOR TYPICAL DETAILS

RETURN AIR DIFFUSER - SEE MECHANICAL
DRAWINGS.

SUPPLY AIR DIFFUSER - SEE MECHANICAL
DRAWINGS.

EXHAUST GRILLE - SEE MECHANICAL DRAWINGS.
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A1

AE-301

C1

AE-303

C

B

A

1 32

C1

AE-302

C1

AE-301

A1

AE-303

A1

AE-302

5

5

3

33

3

4

22

ALTERNATE #2:
PROVIDE HEAT TRACE IN
GUTTERS AND DOWNSPOUT -
REFER TO ALTERNATES SPEC
SECTION AND ELECTRICAL
DRAWINGS

1

1

1

KEYED NOTES

2

3

4

PREFINISHED RAKE TRIM / EDGE METAL BY METAL BUILDING
MANUFACTURER.

PREFINISHED METAL ROOFING SYSTEM BY METAL BUILDING
MANUFACTURER.

DOWNSPOUT LOCATION - BY METAL BUILDING MANUFACTURER.

PREFINISHED METAL RIDGE CAP BY METAL BUILDING
MANUFACTURER.

RAIN GUTTER SYSTEM SYSTEM BY METAL BUILDING
MANUFACTURER.

5

COPYRIGHT:
© 2010 SCOTT P. EVANS - ARCHITECT

DESIGNED BY:

CHECKED BY:

SPE PROJECT #:

OWNER PROJECT #:

SCOTT P. EVANS
ARCHITECT &

ASSOCIATES P.C.
108 West Center Street

Bountiful, Utah 84010
Telephone - 801.298.1368

Telefax - 801.298.2192
info@spe-architect.com
www.spe-architect.com

1 2 3 4 5

1 2 3 4 5

A

B

C

D

DRAWN BY:A

B

C

D

09223080

09-12

GTE

SPE

SPE

SHEET NUMBER:

SHEET TITLE:

ISSUED:

NO. DATE DESCRIPTION

CONSULTANTS:

PROFESSIONAL STAMP:

ARCHITECT'S INFORMATION:

PROJECT NAME:

REVISIONS:

NO. DATE DESCRIPTION

#

L
a

s
t 

P
lo

tt
e

d
:

#1 01/12/2010 DESIGN DEVELOPEMENT SUBMITTAL

#2 03/01/2010 100% FINAL REVIEW SET

#3 04/04/2010 BID DOCUMENTS

#4 07/07/2010 BID DOCUMENTS (REDESIGN)

7
/6

/2
0

1
0

 1
1

:0
3

:5
3

 A
M

R
E

A
D

IN
G

 F
O

R
 T

H
E

 B
L

IN
D

N
E

W
 L

IB
R

A
R

Y
D

R
A

P
E

R
 P

R
IS

O
N

ROOF PLAN

AE-104
 1/4" = 1'-0"A1
ROOF PLAN

PROJECT
NORTH TRUE

NORTH



Level 1
0"

EAVE
13' - 4 1/4"

A1

AE-301

CBA

C1

AE-302
C1

AE-301

9

3 3

5

4

2

11

1

88

12

12

2

5

2

77

10

14

3' - 0"
3' - 0"

Level 1
0"

EAVE
13' - 4 1/4"

C1

AE-303

13 2

A1

AE-303

A1

AE-302

9

3

55

10

7

8

2

14

4

13

4

2

1

1

7

12

12

5

6' - 8"

1/2" / 12"
1/2" / 12"

1

KEYED NOTES

2

3

4

5

6

7

PREFINISHED RAIN GUTTER SYSTEM BY METAL BUILDING
MANUFACTURER - SEE SPEC.

PREFINISHED METAL WALL PANEL BY STEEL BUILDING
MANUFACTURER - SEE SPEC.

WINDOW SYSTEM - SEE WINDOW SCHEDULE AND SPEC.

PAINED STEEL PIPE BOLLARD - SEE SPEC AND DETAIL C4/AE-503.

HVAC UNIT - SEE MECHANICAL DRAWINGS.

-----NOT USED-----

PREFINISHED RAKE TRIM / EDGE METAL BY BUILDING
MANUFACTURER.

PREFINISHED 24 GA. STEEL WINDOW SILL - SEE SPEC.

DOOR - SEE DOOR SCHEDULE AND SPEC.

GAS METER - SEE MECHANICAL DRAWINGS.

6" BRONZE ANODIZED ALUMINUM LETTERS ON CONTINUOUS RAIL
MOUNTED TO METAL WALL PANEL. - SEE SPEC.

PREFINISHED METAL DOWNSPOUT BY METAL BUILDING
MANUFACTURER.

MECHANICAL LOUVER - SEE MECHANICAL DRAWINGS.

EXPOSED DUCTWORK (PAINT) - SEE MECHANICAL DRAWINGS -
FLASH AND COUNTER FLASH PENETRATION INTO BUILDING AS
REQUIRED FOR A WATERTIGHT & FINISHED APPEARANCE.
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9

10

11

(REFERENCE SHEETS
AE-201 & AE-202)

12

13

14
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EAST ELEVATION
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KEYED NOTES

2

3

4

5

6

7

PREFINISHED RAIN GUTTER SYSTEM BY METAL BUILDING
MANUFACTURER - SEE SPEC.

PREFINISHED METAL WALL PANEL BY STEEL BUILDING
MANUFACTURER - SEE SPEC.

WINDOW SYSTEM - SEE WINDOW SCHEDULE AND SPEC.

PAINED STEEL PIPE BOLLARD - SEE SPEC AND DETAIL C4/AE-503.

HVAC UNIT - SEE MECHANICAL DRAWINGS.

-----NOT USED-----

PREFINISHED RAKE TRIM / EDGE METAL BY BUILDING
MANUFACTURER.

PREFINISHED 24 GA. STEEL WINDOW SILL - SEE SPEC.

DOOR - SEE DOOR SCHEDULE AND SPEC.

GAS METER - SEE MECHANICAL DRAWINGS.

6" BRONZE ANODIZED ALUMINUM LETTERS ON CONTINUOUS RAIL
MOUNTED TO METAL WALL PANEL. - SEE SPEC.

PREFINISHED METAL DOWNSPOUT BY METAL BUILDING
MANUFACTURER.

MECHANICAL LOUVER - SEE MECHANICAL DRAWINGS.

EXPOSED DUCTWORK (PAINT) - SEE MECHANICAL DRAWINGS -
FLASH AND COUNTER FLASH PENETRATION INTO BUILDING AS
REQUIRED FOR A WATERTIGHT & FINISHED APPEARANCE.
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KEYED NOTES

2

3

4

5

6

7

WALL BASE - SEE FINISH SCHEDULE.

12" DEEP (CLEAR) PLASTIC LAMINATE OPEN WALL CABINET WITH 1" THICK ADJUSTABLE
PLASTIC LAMINATE SHELF.

12" DEEP (CLEAR) x 12" TALL (CLEAR) PLASTIC LAMINATE OPEN WALL CABINET.

HARDWOOD WALL CAP/TRIM WITH TRANSPARENT FINISH.

WINDOW - SEE WINDOW SCHEDULE.

DOOR - SEE DOOR SCHEDULE.

24" DEEP COUNTERTOP WITH BULLNOSED EDGE - COUNTERTOP AND BULLNOSED EDGE
ARE TO BE COVERED WITH CARPET (SEE B4/AE-503) - PROVIDE GROMMETED HOLES WHERE
REQUESTED BY THE OWNER (COORDINATE AS REQ'D.).

4" HIGH CARPETED BACKSPLASH (SEE B4/AE-503).

COUNTERTOP SUPPORT BRACKET - PROVIDE FULL RADIUS ON CORNERS - GRIND ALL
BURRS SMOOTH - PAINT.

LOW PARTITION WALL - SEE WALL TYPES SCHEDULE.

PLASTIC LAMINATE WINDOW SILL WITH BULLNOSED EDGE.

LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS.

ELECTRIC WATER COOLER - SEE PLUMBING AND ELECTRICAL DRAWINGS.

MOP SINK - SEE PLUMBING DRAWINGS.

4"x4" THINSET CERAMIC TILE.

1 1/2" THICK PLASTIC LAMINATE WORKSTATION DIVIDERS.

HEAVY DUTY WALL STANDARDS AND BRACKETS WITH 16" DEEP, 1" THICK PLASTIC
LAMINATE SHELVES.

PLASTIC LAMINATE FILE DRAWERS WITH FULL EXTENSION HARDWARE. - VERIFY THAT FINISH
DRAWER HEIGHT IS ADEQUATE TO HOLD HANGING FILES WITH TABS (WITH OUT TABS
RUBBING). DRAWERS ARE TO BE LOCKABLE IN SECURITY #102 ONLY.

PLASTIC LAMINATE OPEN FACED SINK CABINET WITH 6" APRON - ALL EXPOSED SURFACES
ARE TO BE PLASTIC LAMINATE FINISHED.

24" DEEP PLASTIC LAMINATE COUNTERTOP WITH 4" PLASTIC LAMINATE BACKSPLASH -
PROVIDE FULL BULLNOSED EDGE ON COUNTERTOP.

SINK - SEE PLUMBING DRAWINGS.

2" THICK, 4'-0" TALL ACOUSTICAL PANELS MOUNTED TO WALL - PANELS ARE TO BE INSTALLED
WITH THE BOTTOM OF THE PANEL AT THE LEVEL OF THE BACKSPLASH (2'-10") AND RUN THE
FULL LENGTH OF THE WALL (NORTH TO SOUTH). - SEE SPEC.

STEEL COLUMN - PAINT ALL EXPOSED SURFACES - WHERE MILLWORK (COUNTERS, WINDOW
SILLS ETC.) OCCURS, CONSTRUCT AROUND COLUMN AS REQUIRED FOR A TIGHT, FINISHED
FINAL PRODUCT.

OPEN KNEE SPACE.

1 1/2" THICK PLASTIC LAMINATE END PANEL.

4'-0" x 4'-0" WHITEBOARD - SEE SPEC.

12" DEEP WALL MOUNTED SHELF AND SUPPORT BRACKETS - COVER SHELF SURFACES
WITH CARPET (SEE B4/AE-503 SIM). - PROVIDE BLOCKING IN WALL AS REQUIRED.

MICROWAVE - BY OWNER.

REFRIGERATOR - BY OWNER.

12" DEEP FULL HEIGHT OPEN PLASTIC LAMINATE SHELVING UNIT WITH 1" THICK ADJUSTABLE
PLASTIC LAMINATE SHELVES.

ADA COMPLIANT TOILET - SEE PLUMBING DRAWINGS.

URINAL MOUNT AT 24" FROM FLOOR TO RIM - SEE PLUMBING DRAWINGS.

LIQUID SOAP DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #01). - MOUNT AT 38" FROM FINISH FLOOR TO DISPENSER
SPOUT. - PROVIDE BLOCKING.

TOILET PAPER DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #02). - PROVIDE BLOCKING.

PAPER TOWEL DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #03). - MOUNT AT 48" MAX. FROM FINISH FLOOR TO HIGHEST
OPERABLE PART. - PROVIDE BLOCKING.

12"x16" STAINLESS STEEL MIRROR (DETENTION GRADE) - SEE SPEC. (TBA #04). - MOUNT AT
HEIGHTS INDICATED FROM FINISHED FLOOR TO REFLECTIVE SURFACE.

42" GRAB BAR - SEE SPEC. (TBA #05). - PROVIDE BLOCKING.

36" GRAB BAR - SEE SPEC. (TBA #06). - PROVIDE BLOCKING.

18" GRAB BAR MOUNTED VERTICALLY - SEE SPEC. (TBA #07). - PROVIDE BLOCKING.

STAINLESS STEEL MOP RACK / SHELF UNIT - SEE SPEC. (TBA #08). - PROVIDE BLOCKING.

FINISHED END.

URINAL / TOILET PARTITION - SEE SPEC.

ELECTRICAL PANEL - SEE ELECTRICAL DRAWINGS.

4" TALL PLASTIC LAMINATE DIVIDER / SPLASH - PROVIDE 2" DIA. RADIUS ON FRONT EDGE.

FUTURE SECURITY CAMERA - N.I.C..

FIRE EXTINGUISHER - SEE SPEC.

WATER HEATER - SEE MECHANICAL DRAWINGS.

LOCATION OF AIR COMPRESSOR - SEE SPEC.

FURR OUT (2.5" METAL STUDS WITH 5/8" GYP. BD. AND PAINT) AROUND STEEL COLUMN BELOW
COUNTERTOP.
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AE-203
 3/8" = 1'-0"A1
CLERKS #105 - EAST

 3/8" = 1'-0"A2
CLERKS #105 - NORTH

 3/8" = 1'-0"A3
CLERKS #105 - SOUTH

 3/8" = 1'-0"A4
CLERKS #105 - WEST

 3/8" = 1'-0"B1
DUPLICATIOIN AREA - NORTH

 3/8" = 1'-0"B2
DUPLICATION AREA - EAST

 3/8" = 1'-0"B3
DUPLICATION AREA - WEST

 3/8" = 1'-0"C2
EDITING AREA - NORTH

 3/8" = 1'-0"C1
EDITING AREA - SOUTH

 3/8" = 1'-0"D1
QUALITY CONTROL AREA - NORTH

 3/8" = 1'-0"D2
QUALITY CONTROL AREA - SOUTH

 3/8" = 1'-0"D3
QUALITY CONTROL AREA - WEST

GENERAL NOTE:

WITH THE EXCEPTION OF THE
COUNTERTOP  IN KITCHENETTE #119
AND THE AREA OF THE SINK IN REPAIR
#109, ALL COUNTERTOPS AND
BACKSPLASH'S ARE TO BE
PARTICLEBOARD (WITHOUT PLASTIC
LAMINATE) COVERED WITH CARPET - IN
THE ABOVE MENTIONED EXCEPTIONS,
PROVIDE PLASTIC LAMINATE
COUNTERTOP AND BACKSPLASH.

THE WALL SHELVES IN THE "READING
ROOMS" ARE TO BE PARTICLEBOARD
COVERED WITH CARPET (NO PLASTIC
LAMINATE)

REFER TO DETAIL B4/AE-503
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KEYED NOTES

2

3

4

5

6

7

WALL BASE - SEE FINISH SCHEDULE.

12" DEEP (CLEAR) PLASTIC LAMINATE OPEN WALL CABINET WITH 1" THICK ADJUSTABLE
PLASTIC LAMINATE SHELF.

12" DEEP (CLEAR) x 12" TALL (CLEAR) PLASTIC LAMINATE OPEN WALL CABINET.

HARDWOOD WALL CAP/TRIM WITH TRANSPARENT FINISH.

WINDOW - SEE WINDOW SCHEDULE.

DOOR - SEE DOOR SCHEDULE.

24" DEEP COUNTERTOP WITH BULLNOSED EDGE - COUNTERTOP AND BULLNOSED EDGE
ARE TO BE COVERED WITH CARPET (SEE B4/AE-503) - PROVIDE GROMMETED HOLES WHERE
REQUESTED BY THE OWNER (COORDINATE AS REQ'D.).

4" HIGH CARPETED BACKSPLASH (SEE B4/AE-503).

COUNTERTOP SUPPORT BRACKET - PROVIDE FULL RADIUS ON CORNERS - GRIND ALL
BURRS SMOOTH - PAINT.

LOW PARTITION WALL - SEE WALL TYPES SCHEDULE.

PLASTIC LAMINATE WINDOW SILL WITH BULLNOSED EDGE.

LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS.

ELECTRIC WATER COOLER - SEE PLUMBING AND ELECTRICAL DRAWINGS.

MOP SINK - SEE PLUMBING DRAWINGS.

4"x4" THINSET CERAMIC TILE.

1 1/2" THICK PLASTIC LAMINATE WORKSTATION DIVIDERS.

HEAVY DUTY WALL STANDARDS AND BRACKETS WITH 16" DEEP, 1" THICK PLASTIC
LAMINATE SHELVES.

PLASTIC LAMINATE FILE DRAWERS WITH FULL EXTENSION HARDWARE. - VERIFY THAT FINISH
DRAWER HEIGHT IS ADEQUATE TO HOLD HANGING FILES WITH TABS (WITH OUT TABS
RUBBING). DRAWERS ARE TO BE LOCKABLE IN SECURITY #102 ONLY.

PLASTIC LAMINATE OPEN FACED SINK CABINET WITH 6" APRON - ALL EXPOSED SURFACES
ARE TO BE PLASTIC LAMINATE FINISHED.

24" DEEP PLASTIC LAMINATE COUNTERTOP WITH 4" PLASTIC LAMINATE BACKSPLASH -
PROVIDE FULL BULLNOSED EDGE ON COUNTERTOP.

SINK - SEE PLUMBING DRAWINGS.

2" THICK, 4'-0" TALL ACOUSTICAL PANELS MOUNTED TO WALL - PANELS ARE TO BE INSTALLED
WITH THE BOTTOM OF THE PANEL AT THE LEVEL OF THE BACKSPLASH (2'-10") AND RUN THE
FULL LENGTH OF THE WALL (NORTH TO SOUTH). - SEE SPEC.

STEEL COLUMN - PAINT ALL EXPOSED SURFACES - WHERE MILLWORK (COUNTERS, WINDOW
SILLS ETC.) OCCURS, CONSTRUCT AROUND COLUMN AS REQUIRED FOR A TIGHT, FINISHED
FINAL PRODUCT.

OPEN KNEE SPACE.

1 1/2" THICK PLASTIC LAMINATE END PANEL.

4'-0" x 4'-0" WHITEBOARD - SEE SPEC.

12" DEEP WALL MOUNTED SHELF AND SUPPORT BRACKETS - COVER SHELF SURFACES
WITH CARPET (SEE B4/AE-503 SIM). - PROVIDE BLOCKING IN WALL AS REQUIRED.

MICROWAVE - BY OWNER.

REFRIGERATOR - BY OWNER.

12" DEEP FULL HEIGHT OPEN PLASTIC LAMINATE SHELVING UNIT WITH 1" THICK ADJUSTABLE
PLASTIC LAMINATE SHELVES.

ADA COMPLIANT TOILET - SEE PLUMBING DRAWINGS.

URINAL MOUNT AT 24" FROM FLOOR TO RIM - SEE PLUMBING DRAWINGS.

LIQUID SOAP DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #01). - MOUNT AT 38" FROM FINISH FLOOR TO DISPENSER
SPOUT. - PROVIDE BLOCKING.

TOILET PAPER DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #02). - PROVIDE BLOCKING.

PAPER TOWEL DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #03). - MOUNT AT 48" MAX. FROM FINISH FLOOR TO HIGHEST
OPERABLE PART. - PROVIDE BLOCKING.

12"x16" STAINLESS STEEL MIRROR (DETENTION GRADE) - SEE SPEC. (TBA #04). - MOUNT AT
HEIGHTS INDICATED FROM FINISHED FLOOR TO REFLECTIVE SURFACE.

42" GRAB BAR - SEE SPEC. (TBA #05). - PROVIDE BLOCKING.

36" GRAB BAR - SEE SPEC. (TBA #06). - PROVIDE BLOCKING.

18" GRAB BAR MOUNTED VERTICALLY - SEE SPEC. (TBA #07). - PROVIDE BLOCKING.

STAINLESS STEEL MOP RACK / SHELF UNIT - SEE SPEC. (TBA #08). - PROVIDE BLOCKING.

FINISHED END.

URINAL / TOILET PARTITION - SEE SPEC.

ELECTRICAL PANEL - SEE ELECTRICAL DRAWINGS.

4" TALL PLASTIC LAMINATE DIVIDER / SPLASH - PROVIDE 2" DIA. RADIUS ON FRONT EDGE.

FUTURE SECURITY CAMERA - N.I.C..

FIRE EXTINGUISHER - SEE SPEC.

WATER HEATER - SEE MECHANICAL DRAWINGS.

LOCATION OF AIR COMPRESSOR - SEE SPEC.

FURR OUT (2.5" METAL STUDS WITH 5/8" GYP. BD. AND PAINT) AROUND STEEL COLUMN BELOW
COUNTERTOP.
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AE-204 3/8" = 1'-0"A1
KITCHENETTE #119 - SOUTH

 3/8" = 1'-0"A2
READING #110 - SOUTH

 3/8" = 1'-0"A3
READING #111 - SOUTH

 3/8" = 1'-0"A4
READING #112 - SOUTH

 3/8" = 1'-0"A5
READING #113 - SOUTH

 3/8" = 1'-0"B1
READING #114 - SOUTH

 3/8" = 1'-0"B2
READING #115 - SOUTH

 3/8" = 1'-0"B3
READING #116 - SOUTH

 3/8" = 1'-0"B4
READING #117 - SOUTH

 3/8" = 1'-0"D1
REPAIR #109 - EAST

 3/8" = 1'-0"C1
REPAIR #109 - NORTH

 3/8" = 1'-0"C2
REPAIR #109 - SOUTH

 3/8" = 1'-0"C3
REPAIR #109 - WEST

GENERAL NOTE:

WITH THE EXCEPTION OF THE
COUNTERTOP  IN KITCHENETTE #119
AND THE AREA OF THE SINK IN REPAIR
#109, ALL COUNTERTOPS AND
BACKSPLASH'S ARE TO BE
PARTICLEBOARD (WITHOUT PLASTIC
LAMINATE) COVERED WITH CARPET - IN
THE ABOVE MENTIONED EXCEPTIONS,
PROVIDE PLASTIC LAMINATE
COUNTERTOP AND BACKSPLASH.

THE WALL SHELVES IN THE "READING
ROOMS" ARE TO BE PARTICLEBOARD
COVERED WITH CARPET (NO PLASTIC
LAMINATE)

REFER TO DETAIL B4/AE-503
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KEYED NOTES

2

3

4

5

6

7

WALL BASE - SEE FINISH SCHEDULE.

12" DEEP (CLEAR) PLASTIC LAMINATE OPEN WALL CABINET WITH 1" THICK ADJUSTABLE
PLASTIC LAMINATE SHELF.

12" DEEP (CLEAR) x 12" TALL (CLEAR) PLASTIC LAMINATE OPEN WALL CABINET.

HARDWOOD WALL CAP/TRIM WITH TRANSPARENT FINISH.

WINDOW - SEE WINDOW SCHEDULE.

DOOR - SEE DOOR SCHEDULE.

24" DEEP COUNTERTOP WITH BULLNOSED EDGE - COUNTERTOP AND BULLNOSED EDGE
ARE TO BE COVERED WITH CARPET (SEE B4/AE-503) - PROVIDE GROMMETED HOLES WHERE
REQUESTED BY THE OWNER (COORDINATE AS REQ'D.).

4" HIGH CARPETED BACKSPLASH (SEE B4/AE-503).

COUNTERTOP SUPPORT BRACKET - PROVIDE FULL RADIUS ON CORNERS - GRIND ALL
BURRS SMOOTH - PAINT.

LOW PARTITION WALL - SEE WALL TYPES SCHEDULE.

PLASTIC LAMINATE WINDOW SILL WITH BULLNOSED EDGE.

LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS.

ELECTRIC WATER COOLER - SEE PLUMBING AND ELECTRICAL DRAWINGS.

MOP SINK - SEE PLUMBING DRAWINGS.

4"x4" THINSET CERAMIC TILE.

1 1/2" THICK PLASTIC LAMINATE WORKSTATION DIVIDERS.

HEAVY DUTY WALL STANDARDS AND BRACKETS WITH 16" DEEP, 1" THICK PLASTIC
LAMINATE SHELVES.

PLASTIC LAMINATE FILE DRAWERS WITH FULL EXTENSION HARDWARE. - VERIFY THAT FINISH
DRAWER HEIGHT IS ADEQUATE TO HOLD HANGING FILES WITH TABS (WITH OUT TABS
RUBBING). DRAWERS ARE TO BE LOCKABLE IN SECURITY #102 ONLY.

PLASTIC LAMINATE OPEN FACED SINK CABINET WITH 6" APRON - ALL EXPOSED SURFACES
ARE TO BE PLASTIC LAMINATE FINISHED.

24" DEEP PLASTIC LAMINATE COUNTERTOP WITH 4" PLASTIC LAMINATE BACKSPLASH -
PROVIDE FULL BULLNOSED EDGE ON COUNTERTOP.

SINK - SEE PLUMBING DRAWINGS.

2" THICK, 4'-0" TALL ACOUSTICAL PANELS MOUNTED TO WALL - PANELS ARE TO BE INSTALLED
WITH THE BOTTOM OF THE PANEL AT THE LEVEL OF THE BACKSPLASH (2'-10") AND RUN THE
FULL LENGTH OF THE WALL (NORTH TO SOUTH). - SEE SPEC.

STEEL COLUMN - PAINT ALL EXPOSED SURFACES - WHERE MILLWORK (COUNTERS, WINDOW
SILLS ETC.) OCCURS, CONSTRUCT AROUND COLUMN AS REQUIRED FOR A TIGHT, FINISHED
FINAL PRODUCT.

OPEN KNEE SPACE.

1 1/2" THICK PLASTIC LAMINATE END PANEL.

4'-0" x 4'-0" WHITEBOARD - SEE SPEC.

12" DEEP WALL MOUNTED SHELF AND SUPPORT BRACKETS - COVER SHELF SURFACES
WITH CARPET (SEE B4/AE-503 SIM). - PROVIDE BLOCKING IN WALL AS REQUIRED.

MICROWAVE - BY OWNER.

REFRIGERATOR - BY OWNER.

12" DEEP FULL HEIGHT OPEN PLASTIC LAMINATE SHELVING UNIT WITH 1" THICK ADJUSTABLE
PLASTIC LAMINATE SHELVES.

ADA COMPLIANT TOILET - SEE PLUMBING DRAWINGS.

URINAL MOUNT AT 24" FROM FLOOR TO RIM - SEE PLUMBING DRAWINGS.

LIQUID SOAP DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #01). - MOUNT AT 38" FROM FINISH FLOOR TO DISPENSER
SPOUT. - PROVIDE BLOCKING.

TOILET PAPER DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #02). - PROVIDE BLOCKING.

PAPER TOWEL DISPENSER TO BE PROVIDED BY THE OWNER & INSTALLED BY THE
CONTRACTOR - SEE SPEC. (TBA #03). - MOUNT AT 48" MAX. FROM FINISH FLOOR TO HIGHEST
OPERABLE PART. - PROVIDE BLOCKING.

12"x16" STAINLESS STEEL MIRROR (DETENTION GRADE) - SEE SPEC. (TBA #04). - MOUNT AT
HEIGHTS INDICATED FROM FINISHED FLOOR TO REFLECTIVE SURFACE.

42" GRAB BAR - SEE SPEC. (TBA #05). - PROVIDE BLOCKING.

36" GRAB BAR - SEE SPEC. (TBA #06). - PROVIDE BLOCKING.

18" GRAB BAR MOUNTED VERTICALLY - SEE SPEC. (TBA #07). - PROVIDE BLOCKING.

STAINLESS STEEL MOP RACK / SHELF UNIT - SEE SPEC. (TBA #08). - PROVIDE BLOCKING.

FINISHED END.

URINAL / TOILET PARTITION - SEE SPEC.

ELECTRICAL PANEL - SEE ELECTRICAL DRAWINGS.

4" TALL PLASTIC LAMINATE DIVIDER / SPLASH - PROVIDE 2" DIA. RADIUS ON FRONT EDGE.

FUTURE SECURITY CAMERA - N.I.C..

FIRE EXTINGUISHER - SEE SPEC.

WATER HEATER - SEE MECHANICAL DRAWINGS.

LOCATION OF AIR COMPRESSOR - SEE SPEC.

FURR OUT (2.5" METAL STUDS WITH 5/8" GYP. BD. AND PAINT) AROUND STEEL COLUMN BELOW
COUNTERTOP.
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ELEVATIONS

AE-205 3/8" = 1'-0"A1
T.R. #107 - EAST

 3/8" = 1'-0"A2
T.R. #107 - NORTH

 3/8" = 1'-0"A3
T.R. #107 - SOUTH

 3/8" = 1'-0"A4
T.R. #108 - EAST

 3/8" = 1'-0"A5
T.R. #108 - NORTH

 3/8" = 1'-0"B4
STORAGE #106 - WEST

 3/8" = 1'-0"B2
SECURITY #102 - NORTH

 3/8" = 1'-0"C3
ELECTRIC WATER COOLER

 3/8" = 1'-0"C1
MECHANICAL #118 - SOUTH

 3/8" = 1'-0"C2
MECHANICAL #118 - WEST

GENERAL NOTE:

WITH THE EXCEPTION OF THE
COUNTERTOP  IN KITCHENETTE #119
AND THE AREA OF THE SINK IN REPAIR
#109, ALL COUNTERTOPS AND
BACKSPLASH'S ARE TO BE
PARTICLEBOARD (WITHOUT PLASTIC
LAMINATE) COVERED WITH CARPET - IN
THE ABOVE MENTIONED EXCEPTIONS,
PROVIDE PLASTIC LAMINATE
COUNTERTOP AND BACKSPLASH.

THE WALL SHELVES IN THE "READING
ROOMS" ARE TO BE PARTICLEBOARD
COVERED WITH CARPET (NO PLASTIC
LAMINATE)

REFER TO DETAIL B4/AE-503
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KEYED NOTES

2

3

PRE-ENGINEERED STEEL BUILDING PRIMARY FRAME.

PRE-ENGINEERED STEEL BUILDING PURLINS.

R-30 (TOTAL MIN. R-VALUE) BATT INSULATION WITH MIN. R-5
THERMAL BLOCKS AND BANDING/VAPOR BARRIER BY METAL
BUILDING MANUFACTURER - SEE DETAIL C3/AE-504.

----- NOT USED -----

GUTTER AND DOWNSPOUTS BY METAL BUILDING
MANUFACTURER.

CEILING SYSTEM - SEE REFLECTED CEILING PLAN.

METAL SIDING AND RELATED FRAMING / TRIM BY METAL BUILDING
MANUFACTURER.

2 LAYERS OF R-13 FACED BATT INSULATION.

PROVIDE SLIP JOINT AT THE HEAD OF ALL WALLS THAT RUN TO
THE DECK (TYP.)

RAKE TRIM BY METAL BUILDING MANUFACTURER.

(REFERENCE SHEETS
AE-301, AE-302 & AE-303)
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7

8

9

10
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 3/8" = 1'-0"C1
BUILDING SECTION

 3/8" = 1'-0"A1
BUILDING SECTION
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KEYED NOTES

2

3

PRE-ENGINEERED STEEL BUILDING PRIMARY FRAME.

PRE-ENGINEERED STEEL BUILDING PURLINS.

R-30 (TOTAL MIN. R-VALUE) BATT INSULATION WITH MIN. R-5
THERMAL BLOCKS AND BANDING/VAPOR BARRIER BY METAL
BUILDING MANUFACTURER - SEE DETAIL C3/AE-504.

----- NOT USED -----

GUTTER AND DOWNSPOUTS BY METAL BUILDING
MANUFACTURER.

CEILING SYSTEM - SEE REFLECTED CEILING PLAN.

METAL SIDING AND RELATED FRAMING / TRIM BY METAL BUILDING
MANUFACTURER.

2 LAYERS OF R-13 FACED BATT INSULATION.

PROVIDE SLIP JOINT AT THE HEAD OF ALL WALLS THAT RUN TO
THE DECK (TYP.)

RAKE TRIM BY METAL BUILDING MANUFACTURER.

(REFERENCE SHEETS
AE-301, AE-302 & AE-303)
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KEYED NOTES

2

3

PRE-ENGINEERED STEEL BUILDING PRIMARY FRAME.

PRE-ENGINEERED STEEL BUILDING PURLINS.

R-30 (TOTAL MIN. R-VALUE) BATT INSULATION WITH MIN. R-5
THERMAL BLOCKS AND BANDING/VAPOR BARRIER BY METAL
BUILDING MANUFACTURER - SEE DETAIL C3/AE-504.

----- NOT USED -----

GUTTER AND DOWNSPOUTS BY METAL BUILDING
MANUFACTURER.

CEILING SYSTEM - SEE REFLECTED CEILING PLAN.

METAL SIDING AND RELATED FRAMING / TRIM BY METAL BUILDING
MANUFACTURER.

2 LAYERS OF R-13 FACED BATT INSULATION.

PROVIDE SLIP JOINT AT THE HEAD OF ALL WALLS THAT RUN TO
THE DECK (TYP.)

RAKE TRIM BY METAL BUILDING MANUFACTURER.

(REFERENCE SHEETS
AE-301, AE-302 & AE-303)
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Level 1
0"

EAVE
13' - 4 1/4"

3

Level 1
0"

EAVE
13' - 4 1/4"

1

METAL WALL PANELS AND ALL RELATED
STRUCTURE / TRIM ETC. BY METAL BUILDING
MANUFACTURER (TYP.) - POSITION GIRTS
SLIGHTLY OFF OF THE LINE OF THE FACE
OF THE BUILDING FRAME / COLUMNS AS TO
NOT HAVE THE WALL PANELS BULGE
WHERE INSULATION IS COMPRESSED AT
THE GIRT LINES

CONCRETE SLAB WITH THICKENED EDGE  ON
GRAVEL BASE - SEE STRUCTURAL DRAWINGS -
COORDINATE WITH FINISH SCHEDULE FOR
FINISH FLOORING MATERIALS

CONCRETE FOOTING AND FOUNDATION -
SEE STRUCTURAL DRAWINGS

1" MINUS GRAVEL ON WEED BARRIER - SEE
CIVIL DRAWINGS

SOUND RATED WALL CONSTRUCTION -
REFER TO WALL TYPES SCHEDULE

SOUND RATED CEILING CONSTRUCTION (TYP.
AT ALL READING ROOMS) - REFER TO
REFLECTED CEILING PLAN - CEILING
CONSTRUCTION TO CONSIST OF ( FROM TOP
DOWN) 2-LAYERS 5/8" TYPE "X" GYP. BD. ON
1/2" RESILIENT SOUND ISOLATION CLIP ON 20
GA. 3-5/8" METAL STUD FRAMING @ 16" O.C.,
5/8" TYPE "X" GYPSUM BOARD AND GLUE UP
ACOUSTICAL TILE - PROVIDE 3" SOUND
ATTENUATION BLANKETS BETWEEN STUDS

(2) LAYERS OF FACED R-13 BATT
INSULATION - PROVIDE
FRAMING AS REQUIRED TO
SUPPORT INSULATION
INSTALLATION

R-14 FOUNDATION INSULATION - SEE SPEC.

ACOUSTICAL PANEL - SEE SPEC.

PREFINISHED RAIN GUTTER AND
DOWNSPOUT SYSTEM BY METAL BUILDING
MANUFACTURER - SEE SPEC.

WALL CONSTRUCTION - REFER TO WALL
TYPES SCHEDULE

R-30 (TOTAL MIN. R-VALUE) BATT
INSULATION WITH MIN. R-5 THERMAL
BLOCKS AND BANDING/VAPOR
BARRIER BY METAL BUILDING
MANUFACTURER - SEE C3/AE-504

METAL PANEL ROOFING / GUTTER SYSTEM ON
METAL PURLIN SYSTEM BY METAL BUILDING
MANUFACTURER

Level 1
0"

EAVE
13' - 4 1/4"

1

AE-502

D3

AE-502

D4

6
"

Level 1
0"

EAVE
13' - 4 1/4"

3

AE-502

D4

AE-502

D3

PREFINISHED RAIN GUTTER AND
DOWNSPOUT SYSTEM BY METAL BUILDING
MANUFACTURER - SEE SPEC.

CONCRETE SLAB WITH THICKENED EDGE  ON
GRAVEL BASE - SEE STRUCTURAL DRAWINGS -
COORDINATE WITH FINISH SCHEDULE FOR
FINISH FLOORING MATERIALS

CONCRETE FOOTING AND FOUNDATION -
SEE STRUCTURAL DRAWINGS

1" MINUS GRAVEL ON WEED BARRIER - SEE
CIVIL DRAWINGS

WALL CONSTRUCTION - REFER TO WALL
TYPES SCHEDULE

CEILING SYSTEM - SEE REFLECTED
CEILING PLAN

(2) LAYERS OF FACED R-13 BATT
INSULATION - PROVIDE FRAMING
AS REQUIRED TO SUPPORT
INSULATION INSTALLATION

(2) LAYERS OF FACED R-13 BATT
INSULATION

R-14 FOUNDATION INSULATION - SEE SPEC.

ALUM. STOREFRONT WINDOW
SYSTEM - SEE WINDOW SCHEDULE

WINDOW SILL - SEE DETAIL
INDICATED

STEEL STRUCTURE BY METAL
BUILDING MANUFACTURER -
PAINT ALL EXPOSED SURFACES
(WHERE OCCURS)

METAL WALL PANELS AND ALL RELATED
STRUCTURE / TRIM ETC. BY METAL BUILDING
MANUFACTURER (TYP.) - POSITION GIRTS
SLIGHTLY OFF OF THE LINE OF THE FACE OF THE
BUILDING FRAME / COLUMNS AS TO NOT HAVE
THE WALL PANELS BULGE WHERE INSULATION
IS COMPRESSED AT THE GIRT LINES

R-30 (TOTAL MIN. R-VALUE) BATT
INSULATION WITH MIN. R-5 THERMAL
BLOCKS AND BANDING/VAPOR
BARRIER BY METAL BUILDING
MANUFACTURER - SEE C3/AE-504

METAL PANEL ROOFING / GUTTER SYSTEM ON
METAL PURLIN SYSTEM BY METAL BUILDING
MANUFACTURER
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WALL SECTIONS

AE-304
 3/4" = 1'-0"A1
WALL SECTION

 3/4" = 1'-0"A2
WALL SECTION

 3/4" = 1'-0"A3
WALL SECTION

 3/4" = 1'-0"A4
WALL SECTION



Level 1
0"

EAVE
13' - 4 1/4"

1

Level 1
0"

EAVE
13' - 4 1/4"

3

AE-502

D3

AE-502

D4

CONCRETE SLAB WITH THICKENED EDGE  ON
GRAVEL BASE - SEE STRUCTURAL DRAWINGS -
COORDINATE WITH FINISH SCHEDULE FOR
FINISH FLOORING MATERIALS

CONCRETE FOOTING AND FOUNDATION -
SEE STRUCTURAL DRAWINGS

1" MINUS GRAVEL ON WEED BARRIER - SEE
CIVIL DRAWINGS

WALL CONSTRUCTION - REFER TO WALL
TYPES SCHEDULE

CEILING SYSTEM - SEE REFLECTED
CEILING PLAN

(2) LAYERS OF FACED R-13 BATT
INSULATION - PROVIDE FRAMING
AS REQUIRED TO SUPPORT
INSULATION INSTALLATION

(2) LAYERS OF FACED R-13 BATT
INSULATION

R-14 FOUNDATION INSULATION - SEE SPEC.

ALUM. STOREFRONT WINDOW
SYSTEM - SEE WINDOW SCHEDULE

WINDOW SILL - SEE DETAIL
INDICATED

STEEL STRUCTURE BY METAL
BUILDING MANUFACTURER -
PAINT ALL EXPOSED SURFACES
(WHERE OCCURS)

METAL WALL PANELS AND ALL RELATED
STRUCTURE / TRIM ETC. BY METAL BUILDING
MANUFACTURER (TYP.) - POSITION GIRTS
SLIGHTLY OFF OF THE LINE OF THE FACE OF
THE BUILDING FRAME / COLUMNS AS TO NOT
HAVE THE WALL PANELS BULGE WHERE
INSULATION IS COMPRESSED AT THE GIRT LINES

R-30 (TOTAL MIN. R-VALUE) BATT
INSULATION WITH MIN. R-5 THERMAL
BLOCKS AND BANDING/VAPOR
BARRIER BY METAL BUILDING
MANUFACTURER - SEE C3/AE-504

METAL PANEL ROOFING / GUTTER SYSTEM
ON METAL PURLIN SYSTEM BY METAL
BUILDING MANUFACTURER

PREFINISHED RAIN GUTTER AND
DOWNSPOUT SYSTEM BY METAL BUILDING
MANUFACTURER - SEE SPEC.

E.J.

Level 1
0"

EAVE
13' - 4 1/4"

A

Level 1
0"

EAVE
13' - 4 1/4"

C

AE-502

D3

AE-502

D4

SOUND RATED CEILING CONSTRUCTION (TYP.
AT ALL READING ROOMS) - REFER TO
REFLECTED CEILING PLAN - CEILING
CONSTRUCTION TO CONSIST OF ( FROM TOP
DOWN) 2-LAYERS 5/8" TYPE "X" GYP. BD. ON
1/2" RESILIENT SOUND ISOLATION CLIP ON 20
GA. 3-5/8" METAL STUD FRAMING @ 16" O.C.,
5/8" TYPE "X" GYPSUM BOARD AND GLUE UP
ACOUSTICAL TILE - PROVIDE 3" SOUND
ATTENUATION BLANKETS BETWEEN STUDS

PREFINISHED RAKE TRIM BY METAL
BUILDING MANUFACTURER - SEE SPEC.

CONCRETE SLAB WITH THICKENED EDGE  ON
GRAVEL BASE - SEE STRUCTURAL DRAWINGS -
COORDINATE WITH FINISH SCHEDULE FOR
FINISH FLOORING MATERIALS

CONCRETE FOOTING AND FOUNDATION -
SEE STRUCTURAL DRAWINGS

1" MINUS GRAVEL ON WEED BARRIER - SEE
CIVIL DRAWINGS

WALL CONSTRUCTION - REFER TO WALL
TYPES SCHEDULE

CEILING SYSTEM - SEE REFLECTED
CEILING PLAN

R-30 (TOTAL MIN. R-VALUE) BATT
INSULATION WITH MIN. R-5 THERMAL
BLOCKS AND BANDING/VAPOR
BARRIER BY METAL BUILDING
MANUFACTURER - SEE C3/AE-504

(2) LAYERS OF FACED R-13 BATT
INSULATION - PROVIDE FRAMING
AS REQUIRED TO SUPPORT
INSULATION INSTALLATION

(2) LAYERS OF FACED R-13 BATT
INSULATION

R-14 FOUNDATION INSULATION - SEE SPEC.

ALUM. STOREFRONT WINDOW
SYSTEM - SEE WINDOW SCHEDULE

WINDOW SILL - SEE DETAIL
INDICATED

STEEL STRUCTURE BY METAL
BUILDING MANUFACTURER -
PAINT ALL EXPOSED SURFACES
(WHERE OCCURS)

METAL WALL PANELS AND ALL RELATED
STRUCTURE / TRIM ETC. BY METAL BUILDING
MANUFACTURER (TYP.) - POSITION GIRTS
SLIGHTLY OFF OF THE LINE OF THE FACE OF THE
BUILDING FRAME / COLUMNS AS TO NOT HAVE
THE WALL PANELS BULGE WHERE INSULATION
IS COMPRESSED AT THE GIRT LINES

METAL PANEL ROOFING / GUTTER SYSTEM
ON METAL PURLIN SYSTEM BY METAL
BUILDING MANUFACTURER

COPYRIGHT:
© 2010 SCOTT P. EVANS - ARCHITECT

DESIGNED BY:

CHECKED BY:

SPE PROJECT #:

OWNER PROJECT #:

SCOTT P. EVANS
ARCHITECT &

ASSOCIATES P.C.
108 West Center Street

Bountiful, Utah 84010
Telephone - 801.298.1368

Telefax - 801.298.2192
info@spe-architect.com
www.spe-architect.com

1 2 3 4 5

1 2 3 4 5

A

B

C

D

DRAWN BY:A

B

C

D

09223080

09-12

GTE

SPE

SPE

SHEET NUMBER:

SHEET TITLE:

ISSUED:

NO. DATE DESCRIPTION

CONSULTANTS:

PROFESSIONAL STAMP:

ARCHITECT'S INFORMATION:

PROJECT NAME:

REVISIONS:

NO. DATE DESCRIPTION

#

L
a

s
t 

P
lo

tt
e

d
:

#1 01/12/2010 DESIGN DEVELOPEMENT SUBMITTAL

#2 03/01/2010 100% FINAL REVIEW SET

#3 04/04/2010 BID DOCUMENTS

#4 07/07/2010 BID DOCUMENTS (REDESIGN)

7
/6

/2
0

1
0

 1
1

:0
4

:0
6

 A
M

R
E

A
D

IN
G

 F
O

R
 T

H
E

 B
L

IN
D

N
E

W
 L

IB
R

A
R

Y
D

R
A

P
E

R
 P

R
IS

O
N

WALL SECTIONS

AE-305 3/4" = 1'-0"A1
WALL SECTION

 3/4" = 1'-0"A2
WALL SECTION

 3/4" = 1'-0"A3
WALL SECTION

 3/4" = 1'-0"A4
WALL SECTION



Level 1
0"

EAVE
13' - 4 1/4"

A

Level 1
0"

EAVE
13' - 4 1/4"

C

CONCRETE SLAB AT MECHANICAL UNITS
(BEYOND) - SEE MECHANICAL DRAWINGS

INSULATED DUCTWORK - SEE
MECHANICAL DRAWINGS

SOUND RATED CEILING CONSTRUCTION (TYP.
AT ALL READING ROOMS) - REFER TO
REFLECTED CEILING PLAN - CEILING
CONSTRUCTION TO CONSIST OF ( FROM TOP
DOWN) 2-LAYERS 5/8" TYPE "X" GYP. BD. ON
1/2" RESILIENT SOUND ISOLATION CLIP ON 20
GA. 3-5/8" METAL STUD FRAMING @ 16" O.C.,
5/8" TYPE "X" GYPSUM BOARD AND GLUE UP
ACOUSTICAL TILE - PROVIDE 3" SOUND
ATTENUATION BLANKETS BETWEEN STUDS

PREFINISHED RAKE TRIM BY METAL
BUILDING MANUFACTURER - SEE SPEC.

CONCRETE SLAB WITH THICKENED EDGE  ON
GRAVEL BASE - SEE STRUCTURAL DRAWINGS -
COORDINATE WITH FINISH SCHEDULE FOR
FINISH FLOORING MATERIALS

CONCRETE FOOTING AND FOUNDATION -
SEE STRUCTURAL DRAWINGS

1" MINUS GRAVEL ON WEED BARRIER - SEE
CIVIL DRAWINGS

WALL CONSTRUCTION - REFER TO WALL
TYPES SCHEDULE

CEILING SYSTEM - SEE REFLECTED
CEILING PLAN

R-30 (TOTAL MIN. R-VALUE) BATT
INSULATION WITH MIN. R-5 THERMAL
BLOCKS AND BANDING/VAPOR
BARRIER BY METAL BUILDING
MANUFACTURER - SEE C3/AE-504

(2) LAYERS OF FACED R-13 BATT
INSULATION - PROVIDE FRAMING
AS REQUIRED TO SUPPORT
INSULATION INSTALLATION

(2) LAYERS OF FACED R-13 BATT
INSULATION

R-14 FOUNDATION INSULATION - SEE SPEC.

STEEL STRUCTURE BY METAL
BUILDING MANUFACTURER -
PAINT ALL EXPOSED SURFACES
(WHERE OCCURS)

METAL WALL PANELS AND ALL RELATED
STRUCTURE / TRIM ETC. BY METAL
BUILDING MANUFACTURER (TYP.) -
POSITION GIRTS SLIGHTLY OFF OF THE
LINE OF THE FACE OF THE BUILDING
FRAME / COLUMNS AS TO NOT HAVE THE
WALL PANELS BULGE WHERE INSULATION
IS COMPRESSED AT THE GIRT LINES

METAL PANEL ROOFING / GUTTER SYSTEM
ON METAL PURLIN SYSTEM BY METAL
BUILDING MANUFACTURER

Level 1
0"

EAVE
13' - 4 1/4"

A

Level 1
0"

EAVE
13' - 4 1/4"

C

SOUND RATED CEILING CONSTRUCTION (TYP.
AT ALL READING ROOMS) - REFER TO
REFLECTED CEILING PLAN - CEILING
CONSTRUCTION TO CONSIST OF ( FROM TOP
DOWN) 2-LAYERS 5/8" TYPE "X" GYP. BD. ON
1/2" RESILIENT SOUND ISOLATION CLIP ON 20
GA. 3-5/8" METAL STUD FRAMING @ 16" O.C.,
5/8" TYPE "X" GYPSUM BOARD AND GLUE UP
ACOUSTICAL TILE - PROVIDE 3" SOUND
ATTENUATION BLANKETS BETWEEN STUDS

PREFINISHED RAKE TRIM BY METAL
BUILDING MANUFACTURER - SEE SPEC.

CONCRETE SLAB WITH THICKENED EDGE
ON GRAVEL BASE - SEE STRUCTURAL
DRAWINGS - COORDINATE WITH FINISH
SCHEDULE FOR FINISH FLOORING
MATERIALS

CONCRETE FOOTING AND FOUNDATION -
SEE STRUCTURAL DRAWINGS

1" MINUS GRAVEL ON WEED BARRIER - SEE
CIVIL DRAWINGS

WALL CONSTRUCTION - REFER TO WALL
TYPES SCHEDULE

R-30 (TOTAL MIN. R-VALUE) BATT
INSULATION WITH MIN. R-5 THERMAL
BLOCKS AND BANDING/VAPOR
BARRIER BY METAL BUILDING
MANUFACTURER - SEE C3/AE-504

(2) LAYERS OF FACED R-13 BATT
INSULATION - PROVIDE FRAMING
AS REQUIRED TO SUPPORT
INSULATION INSTALLATION

(2) LAYERS OF FACED R-13 BATT
INSULATION

R-14 FOUNDATION INSULATION - SEE SPEC.

STEEL STRUCTURE BY METAL
BUILDING MANUFACTURER -
PAINT ALL EXPOSED SURFACES
(WHERE OCCURS)

METAL WALL PANELS AND ALL RELATED
STRUCTURE / TRIM ETC. BY METAL
BUILDING MANUFACTURER (TYP.) -
POSITION GIRTS SLIGHTLY OFF OF THE LINE
OF THE FACE OF THE BUILDING FRAME /
COLUMNS AS TO NOT HAVE THE WALL
PANELS BULGE WHERE INSULATION IS
COMPRESSED AT THE GIRT LINES

METAL PANEL ROOFING / GUTTER SYSTEM
ON METAL PURLIN SYSTEM BY METAL
BUILDING MANUFACTURER

4" CONCRETE WALK ON 4" GRAVEL
DRAINAGE BASE
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WALL SECTIONS

AE-306
 3/4" = 1'-0"A1
WALL SECTION

 3/4" = 1'-0"A2
WALL SECTION

 3/4" = 1'-0"A3
WALL SECTION

 3/4" = 1'-0"A4
WALL SECTION
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DETAILS

AE-501 12" = 1'-0"A1
WIRE TIE

 12" = 1'-0"A2
WIRE ATTACHMENTS

 12" = 1'-0"B1
WALL MOLDING REQUIREMENTS

 12" = 1'-0"C1
TYP. SUSPENDED CEILING & LATERAL SUPPORT

 12" = 1'-0"A4
SEISMIC SEPARATION JOINTS

 12" = 1'-0"B2
LATERAL FORCE BRACING

 12" = 1'-0"B3
HANGER SUSPENSION WIRES



1
/4

"
1

 1
/2

"

5/8"
5/8" THICK HARDWOOD
WALL CAP AND TRIM -
EASE ALL EXPOSED
EDGES - PROVIDE
TRANSPARENT FINISH

LOW WALL - SEE
WALL SCHEDULE
AND WALL TYPES
- TOP OF WALL
FRAMING TO BE
AT 42" AFF

2X4 FRT WOOD

GLASS  - SEE DOOR
SCHEDULE

ALUMINUM FRAME - SEE
SPECIFICATIONS

ALUMINUM DOOR - SEE
DOOR  SCHEDULE

3-5/8" METAL STUD WALL

5/8" GYP. BD. TYPE "X"

CAULK BOTH SIDES
(TYP.) - SEE SPEC.

PAINTED 16 GA. METAL FRAME
W/3 ANCHORS PER JAMB (TYP.)

DOOR - SEE DOOR SCHEDULE

DOOR - SEE DOOR SCHEDULE

STOP - 5/8"x5/8" 16
GA. METAL

GLASS - REFER TO FLOOR
PLAN AND DOOR SCHEDULES

16 GA. METAL FRAME - PAINT

DOOR - SEE DOOR
SCHEDULE

BRAKE METAL

16 GA. METAL FRAME -
PAINT - SEE SPEC.

GLASS - SEE
WINDOW/DOOR SCHEDULE

STOP - 5/8"x5/8" 16 GA.
METAL

DOOR - SEE SCHEDULE

ALUMINUM THRESHOLD WITH
GASKET - SEE SPEC.

CONCRETE SLAB

SET THRESHOLD IN CONT. BEADS OF SEALANT
AND SEAL EDGES TO PREVENT WATER FROM
ENTERING BENEATH OR AROUND THRESHOLD

5"

1
/2

" 
M

A
X

.

E.J.

VCT WHERE
OCCURS - SEE
FINISH SCHEDULE

DOOR - SEE SCHEDULE

CONCRETE SLAB

CARPET - SEE
SPEC.

FLOOR FINISH - SEE
FINISH SCHEDULE &
SPEC.

SNAP DOWN "T"
MOLDING/RECEIVER AND
TRACK OR OTHER SIM. TYPE
PRODUCT W/ SAME FUNCTION
(CONTRACTOR'S CHOICE)

STOP - 5/8"x5/8" 16 GA. METAL

GLASS - REFER TO GLASS TYPE

16 GA. METAL FRAME - PAINT -
SEE SPEC.

3-5/8" METAL STUD WALL

5/8" GYP. BD. TYPE "X"

CAULK BOTH SIDES (TYP.) -
SEE SPEC.

BRAKE METAL

16 GA. METAL FRAME -
PAINT - SEE SPEC.

GLASS - SEE
WINDOW/DOOR SCHEDULE

STOP - 5/8"x5/8" 16 GA.
METAL

GLASS - SEE
WINDOW/DOOR SCHEDULE

STOP - 5/8"x5/8" 16 GA.
METAL

ALUMINUM FRAME - SEE
DOOR/WINDOW SCHEDULE

GLASS - SEE
WINDOW/DOOR SCHEDULE

GLASS - SEE
WINDOW/DOOR SCHEDULE

16 GA. METAL FRAME
(PAINTED)

GLASS - WINDOW
SCHEDULE

STOP - 5/8" X 5/8" X 16
GA. METAL

GLASS - WINDOW/DOOR
SCHEDULE

ALUMINUM FRAME -
SEE DOOR SCHEDULE

GLASS - SEE
WINDOW/DOOR SCHEDULE

FLOOR LINE

SHIM AS REQ'D.
AND CAULK BOTH SIDES

DOOR - SEE SCHEDULE

ALUMINUM THRESHOLD WITH
GASKET - SEE SPECS

CONCRETE SLAB

CARPET - SEE SPEC.

SET THRESHOLD IN CONT. BEADS OF SEALANT
AND SEAL EDGES TO PREVENT WATER FROM
ENTERING BENEATH OR AROUND THRESHOLD

5"

1
/2

" 
M

A
X

.

E.J.

DOOR - SEE DOOR
SCHEDULE

PAINTED 16 GA. METAL
FRAME W/3 ANCHORS
PER JAMB (TYP.)

3 5/8" 20 GA. G.I. METAL
STUDS @ 16" O.C. - SEE PLAN

5/8" GYP. BD. "TYPE X"
BOTH SIDES

CAULK BOTH SIDES - SEE
SPEC. (TYP.)

1/2" RESILIENT CHANNEL @
16" O.C. ONE SIDE ONLY

3" SOUND ATTENUATION
BLANKET

GRID

BOPW

8'-0"

ALUMINUM FRAME -
SEE WINDOW SCHEDULE

GLASS - SEE
WINDOW/GLASS SCHEDULES

SHIM AS REQ'D.
AND CAULK BOTH SIDES

STEEL FRAMING BY STEEL
BUILDING MANUFACTURER
(TYP.)

5/8" TYPE "X" GYP. BD. ON 3
5/8" 20 GA. G.I. METAL
STUDS - SUPPORT BOTTOM
RUNNER ABOVE GIRT AS
REQUIRED

(2) LAYERS R-13 BATT
INSULATION  - PROVIDE
FRAMING AS REQ'D. FOR
INSTALLATION OF
INSULATION

METAL "MUD-IN" TYPE
CORNER BEAD

METAL WALL PANEL - SEE
SPEC.

PREFINISHED METAL
DRIP EDGE

GRID

VARIES

SEE EXTERIOR
ELEVATIONS

ALUMINUM FRAME -
SEE WINDOW
SCHEDULE

GLASS - SEE
WINDOW/GLASS
SCHEDULES

SHIM AS REQ'D.
AND CAULK BOTH
SIDES

STEEL FRAMING BY STEEL
BUILDING MANUFACTURER
(TYP.)

5/8" TYPE "X" GYP. BD. ON
3 5/8" 20 GA. G.I. METAL
STUDS

(2) LAYERS R-13 BATT
INSULATION - PROVIDE
FRAMING AS REQ'D. FOR
INSTALLATION OF INSULATION

PREFINISHED 24
GA. STEEL SILL
WITH DRIP EDGE

PLASTIC LAMINATE WINDOW
SILL WITH HARDWOOD
BULLNOSED EDGE
(TRANSPARENT FINISH ON
EDGE)

CAULK

CAULK

METAL
BUILDING
WALL PANEL -
SEE SPEC.
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DETAILS

AE-502
 6" = 1'-0"A1
WALL CAP

 3" = 1'-0"A3
DOOR JAMB DETAIL

 3" = 1'-0"A5
DOOR JAMB DETAIL

 3" = 1'-0"B1
DOOR JAMB DETAIL

 3" = 1'-0"B2
WINDOW JAMB DETAIL

 12" = 1'-0"C1
THRESHOLD DETAIL

 12" = 1'-0"C4
THRESHOLD DETAIL

 3" = 1'-0"B4
WINDOW JAMB

 3" = 1'-0"B3
WINDOW JAMB DETAIL

 3" = 1'-0"A4
WINDOW MULLION DETAIL

 3" = 1'-0"D1
WINDOW MULLION

 3" = 1'-0"A2
WINDOW SILL DETAIL

 12" = 1'-0"C2
THRESHOLD DETAIL

 3" = 1'-0"D2
DOOR JAMB DETAIL

 3" = 1'-0"D3
ALUMINUM WINDOW HEAD  3" = 1'-0"D4

ALUMINUM WINDOW SILL



1/2" WASH (TYP)

6" DIA. EXTRA STRONG
STEEL PIPE BUMPER POST
FILLED WITH CONCRETE.

2' - 0"

4
' -

 0
"

3
' -

 0
"

6
"

24"X24" CONCRETE
PIER REINF. WITH (4) #4
VERT. BARS AND (4) #3
TIES

6"

ASPHALT PAVING -
SEE CIVIL
DRAWINGS

FABRIC SIDE OF
FENCE

CONCRETE GRADE BEAM -
SEE STRUCTURAL
DRAWINGS

1
2

'-
0

" 
N

.T
.S

. 
(V

E
R

IF
Y

 T
O

 M
A

T
C

H
 E

X
IS

T
IN

G
)

"A"

"A"
"A-A"POST FOOTING AS

SPECIFIED (TYP.)
CONTINUOUS 8" x 36"
CONCRETE GRADE
BEAM

GROUNDING POST - A GROUND STRAP
SHALL BE BOLTED FROM THE TOP RAIL
TO THE POST, A SECOND STRAP SHALL
BE BOLTED FROM THE POST TO A 3/4" x
8'-0" GROUNDING ROD, DRIVEN INTO THE
GROUND - MAXIMUM DISTANCE BETWEEN
GROUNDING POSTS SHALL BE 100'-0"

TWO STIRRUPS WILL BE
SET INTO THE CONCRETE
WITH EQUAL SPACES -
STIRRUP SHALL BE 7 GA.
(MIN.) AND MUST BE
GALVANIZED

TENSION WIRE (AS
SPECIFIED) SHALL BE
INSTALLED THROUGH
EACH STIRRUP

SEE SPEC FOR FURTHER
INFORMATION ON FENCING

AND GATES

9 GA. GALVANIZED
CHAINLINK FENCING
MATERIAL

FENCE POSTS ARE TO BE
3" GALVANIZED STEEL
SCHEDULE 40 OR
EQUIVALENT

CROSS  BARS ARE TO BE
1 7/8" GALVANIZED STEEL
SCHEDULE 40 OR
EQUIVANENT (TYP.)

C

1

STEEL STRUCTURE BY METAL
BUILDING MANUFACTURER (TYP.)

DOWNSPOUT BY METAL BUILDING
MANUFACTURER - COORD. WITH
CIVIL DRAWINGS FOR TIE-IN TO
STORM DRAINAGE SYSTEM

SEE WALL TYPES
SCHEDULE FOR WALL
CONSTRUCTION

WINDOW SILL BELOW -
SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE (BELOW)
- SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND GYP.
BD. - PROVIDE METAL MUD-IN
TYPE "J" MOLD AT EDGE OF
GYP. BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE -
FIELD VERIFY LOCATION OF
FIRST MULLION AS TO ALIGN
WITH FINISHED WALL AS
SHOWN

WINDOW SILL BELOW -
SEE D4/AE-502

8"

8
"

B

1

CAULK JOINT BETWEEN
WINDOW SYSTEM /
WALL AND WALL PANEL
TRIM (TYP.)

WINDOW SILL BELOW -
SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE
(BELOW) - SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND GYP.
BD. - PROVIDE METAL MUD-
IN TYPE "J" MOLD AT EDGE
OF GYP. BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE -
FIELD VERIFY LOCATION OF
FIRST MULLION AS TO ALIGN
WITH FINISHED WALL AS
SHOWN

CAULK JOINT BETWEEN
COLUMN AND GYP. BD. -
PROVIDE METAL MUD-IN
TYPE "J" MOLD AT EDGE OF
GYP. BD. (TYP.) B

3

CAULK JOINT BETWEEN
WINDOW SYSTEM /
WALL AND WALL PANEL
TRIM (TYP.)

WINDOW SILL BELOW -
SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE (BELOW)
- SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND GYP.
BD. - PROVIDE METAL MUD-
IN TYPE "J" MOLD AT EDGE
OF GYP. BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE -
FIELD VERIFY LOCATION OF
FIRST MULLION AS TO ALIGN
WITH FINISHED WALL AS
SHOWN

CAULK JOINT BETWEEN
COLUMN AND GYP. BD. -
PROVIDE METAL MUD-IN
TYPE "J" MOLD AT EDGE OF
GYP. BD. (TYP.)

WALL

4" BACKSPLASH -
COVERED W/ CARPET

BULLNOSED COUNTERTOP
COVERED W/ CARPET

WRAP CARPET
AS SHOWN

TYPICAL COUNTERTOP CARPETING
(UPPER SHELVES IN READING ROOMS TO
BE SIMILAR BUT WITHOUT BACKSPLASH)

NOTE:
ALL CARPETING ON
MILLWORK IS TO BE
SECURELY ATTACHED
WITH NO LOOSE
EDGES - CARPET
LAYER AND MILL ARE
TO COORDINATE AS
REQUIRED.

3-5/8" METAL STUD WALL

5/8" GYP. BD. TYPE "X"

CAULK BOTH SIDES
(TYP.) - SEE SPEC.

PAINTED 16 GA. METAL FRAME
W/3 ANCHORS PER JAMB (TYP.)

DOOR - SEE DOOR SCHEDULE

DOOR TRACK

3-5/8" METAL STUD WALL

5/8" GYP. BD. TYPE "X"

CAULK BOTH SIDES
(TYP.) - SEE SPEC.

PAINTED 16 GA. METAL FRAME
W/3 ANCHORS PER JAMB (TYP.)

DOOR - SEE DOOR SCHEDULE

DOOR PIVOT (BEYOND)
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DETAILS

AE-503

 3/4" = 1'-0"C4
6" PIPE BOLLARD DETAIL

 3/16" = 1'-0"C1
FENCE ELEVATION & SECTION

 1 1/2" = 1'-0"A4
DETAIL

NOT TO SCALE

 1 1/2" = 1'-0"A1
DETAIL

 1 1/2" = 1'-0"A2
DETAIL

 1 1/2" = 1'-0"B4
CARPET ON MILLWORK 3" = 1'-0"B1

DOOR HEAD DETAIL
 3" = 1'-0"B2
DOOR JAMB DETAIL



1

CAULK JOINT BETWEEN
WINDOW SYSTEM /
WALL AND WALL PANEL
TRIM (TYP.)

WINDOW SILL BELOW -
SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE (BELOW)
- SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND
GYP. BD. - PROVIDE
METAL MUD-IN TYPE "J"
MOLD AT EDGE OF GYP.
BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE -
FIELD VERIFY LOCATION OF
FIRST MULLION AS TO ALIGN
WITH FINISHED WALL AS
SHOWN

8"

3

CAULK JOINT BETWEEN
WINDOW SYSTEM /
WALL AND WALL PANEL
TRIM (TYP.)

WINDOW SILL BELOW
- SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE
(BELOW) - SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND
GYP. BD. - PROVIDE
METAL MUD-IN TYPE "J"
MOLD AT EDGE OF GYP.
BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE -
FIELD VERIFY LOCATION OF
FIRST MULLION AS TO ALIGN
WITH FINISHED WALL AS
SHOWN

SEE WALL TYPES FOR
WALL CONSTRUCTION

C

WINDOW SILL BELOW -
SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE
(BELOW) - SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND GYP.
BD. - PROVIDE METAL MUD-IN
TYPE "J" MOLD AT EDGE OF
GYP. BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE -
FIELD VERIFY LOCATION OF
FIRST MULLION AS TO ALIGN
WITH FINISHED WALL AS
SHOWN

8
"

3

ALUMINUM DOOR - SEE
DOOR  SCHEDULE

CAULK JOINT BETWEEN
WINDOW SYSTEM /
WALL

WINDOW SILL BELOW -
SEE D4/AE-502

PREFINISHED STEEL SILL
WITH DRIP EDGE
(BELOW) - SEE D4/AE-502

CAULK JOINT BETWEEN
WINDOW SYSTEM AND
GYP. BD. - PROVIDE
METAL MUD-IN TYPE "J"
MOLD AT EDGE OF GYP.
BD. (TYP.)

ALUM. WINDOW SYSTEM -
SEE WINDOW SCHEDULE

CAULK JOINT BETWEEN
DOOR SYSTEM / WALL8"

GRID

PAINTED 16 GA. METAL
FRAME W/3 ANCHORS
PER JAMB (TYP.)

DOOR - SEE DOOR SCHEDULE

CAULK BOTH SIDES

STEEL FRAMING BY STEEL
BUILDING MANUFACTURER
(TYP.)

5/8" TYPE "X" GYP. BD. ON 3
5/8" 20 GA. G.I. METAL
STUDS - SUPPORT BOTTOM
RUNNER ABOVE GIRT AS
REQUIRED

(2) LAYERS R-13 BATT
INSULATION

METAL "MUD-IN" TYPE
CORNER BEAD

PREFINISHED
METAL DRIP
EDGE

PAINTED 16 GA. METAL
FRAME W/3 ANCHORS
PER JAMB (TYP.)

DOOR - SEE DOOR SCHEDULE

CAULK BOTH SIDES

STEEL FRAMING BY STEEL
BUILDING MANUFACTURER
(TYP.)

5/8" TYPE "X" GYP. BD. ON 3
5/8" 20 GA. G.I. METAL
STUDS @ 16" O.C. - SEE
WALL TYPES SCHEDULE

(2) LAYERS R-13 BATT
INSULATION METAL "MUD-IN" TYPE

CORNER BEAD

GRID

METAL MUD-IN TYPE
"J" MOLD

METAL ROOFING SYSTEM BY METAL BUILDING
MANUFACTURER - SEE SPEC.

THERMAL BLOCK (R-5 MIN.)

BATT INSULATION - TOTAL R-VALUE
BETWEEN THE 2 LAYERS IS TO BE R-30
MIN.

FACING (VAPOR BARRIER) AND BANDING
OR BASKETS

"Z" PURLINS

NOTE: ALL WORK AND
MATERIALS INDICATED IN THIS
DETAIL IS TO BE BY THE METAL
BUILDING MANUFACTURER

DOOR - SEE DOOR
SCHEDULE

PAINTED 16 GA. METAL
FRAME W/3 ANCHORS
PER JAMB (TYP.)

3 5/8" 20 GA. G.I. METAL
STUDS @ 16" O.C. - SEE PLAN

(2) LAYERS OF 5/8" TYPE
"X" GYP. BD. BOTH SIDES

CAULK BOTH SIDES - SEE
SPEC. (TYP.)

1/2" RESILIENT CHANNEL @
16" O.C. ONE SIDE ONLY

3" SOUND ATTENUATION
BLANKET
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DETAILS

AE-504 1 1/2" = 1'-0"A2
ARCHITECTURAL COLUMN DETAIL

 1 1/2" = 1'-0"A4
WALL DETAIL

 1 1/2" = 1'-0"A1
WALL DETAIL

 1 1/2" = 1'-0"C4
WALL DETAIL

 3" = 1'-0"C1
EXTERIOR DOOR HEAD

 3" = 1'-0"C2
EXTERIOR DOOR JAMB 01

 1 1/2" = 1'-0"C3
ROOF INSULATION

 3" = 1'-0"A5
DOOR JAMB DETAIL



2 2

32

2 3

1 1 1

8' - 0"

8
' -

 0
"

3
' -

 0
"

4
' -

 2
"

12' - 3 1/2" 6' - 9 7/8"

4
' -

 2
"

3
' -

 0
"

2"  TYP.
2" TYP. UNO

PAINTED
HOLLOW
METAL FRAME

"A"

D
O

O
R

 S
C

H
E

D
U

L
E

V
A

R
IE

S
 -

 C
O

O
R

D
. 

W
/

DOOR SCHEDULE

VARIES - COORD. W/

2" TYP.

"B" "C" "D"REFERENCE
DOOR #101

REFERENCE
DOOR #104

REFERENCE
DOOR #111

PAINTED
HOLLOW
METAL FRAME

ALUMINUM
FRAME
SYSTEM

GLAZING -
SEE GLASS
SCHEDULE

GLAZING -
SEE GLASS
SCHEDULE

7 7/8"
7 7/8"

3' - 0"

2" TYP. UNO

PAINTED
HOLLOW
METAL FRAME

"E"

D
O

O
R

 S
C

H
E

D
U

L
E

C
O

O
R

D
. 

W
/

DOOR SCHEDULE

COORD. W/

2" TYP.

6"
8"

3
' -

 0
"

8
"

SOLID CORE
WOOD DOOR

GLAZING -
SEE GLASS
SCHEDULE

4

"A"

GLAZING - SEE
GLASS
SCHEDULE

GLAZING -
SEE GLASS
SCHEDULE

"B" "C"

3

3

SOLID CORE
WOOD DOOR

INSULATED
HOLLOW METAL
DOOR - PAINTED

2
'-

6
" 

@
 D

O
O

R
 1

0
8

3
' -

 0
"

8
"

1

"D"

4
 1

/2
"

4 1/2"

8
"

1
0

"

MEDIUM STILE
ALUMINUM
DOOR

"E"

3

8
"

8"8"

3
' -

 1
0

"

8" 1' - 8" 8"

SOLID CORE
WOOD BI-FOLD

DOORS

"F"

GLASS SCHEDULE
TYPE 1: 1/4" CLEAR FLOAT GLASS TEMPERED

TYPE 2: PPG SOLARBAN 60 (2) SOLARBRONZE + CLEAR OR 
APPROVED EQUAL.

TYPE 3: PPG SOLARBAN 60 (2) SOLARBRONZE + CLEAR TEMPERED OR
APPROVED EQUAL.

TYPE 4: 9/16" LAMINATED / SECURITY GLAZING MADE OF 1/4" & 
1/4" CLEAR GLASS WITH INTERLAYER - STC 38 SAFLEX 
OR APPROVED EQUAL.

#
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DOOR & FINISH
SCHEDULES

AE-601

DOOR SCHEDULE

D
O

O
R

 #

DOOR

D
o

o
r 

T
y

p
e

DOOR

F
IR

E
 R

A
T

IN
G

H
A

R
D

W
A

R
E

FRAME

F
R

A
M

E
 (

L
) 

J
A

M
B

 D
E

T
A

IL

F
R

A
M

E
 (

R
) 

J
A

M
B

 D
E

T
A

IL

F
R

A
M

E
 H

E
A

D
 D

E
T

A
IL

Threshold
Detail S

IG
N

A
G

E
 T

Y
P

E

S
IG

N
A

G
E

 T
E

X
T

COMMENTSW
ID

T
H

H
E

IG
H

T

T
H

IC
K

N
E

S
S

M
A

T
E

R
IA

L

F
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H

T
Y

P
E

M
A

T
E

R
IA

L

F
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H

101 3' - 0" 7' - 10" A 1 3/4" ALUMINUM ANODIZED NONE 03 B ALUMINUM ANODIZED A2/AE-504 SIM. C4/AE-504 D3/AE-502 C2/AE-502 INSULATED DOOR

102 3' - 0" 7' - 10" E 1 3/4" HOLLOW METAL PAINTED 04 A HOLLOW METAL PAINT C2/AE-504 C2/AE-504 C1/AE-504 C1/AE-502

103 3' - 0" 7' - 0" B 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 13 A HOLLOW METAL PAINT D2/AE-502 D2/AE-502 D2/AE-502 SIM. -------------

104 3' - 0" 7' - 0" D 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 09 C HOLLOW METAL PAINT B1/AE-502 A5/AE-502 A5/AE-502 SIM. -------------

105 3' - 0" 7' - 0" B 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 09 A HOLLOW METAL PAINT A5/AE-502 A5/AE-502 A5/AE-502 SIM. C4/AE-502

107 3' - 0" 7' - 0" D 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 09 A HOLLOW METAL PAINT B4/AE-502 A5/AE-502 A5/AE-502 SIM. -------------

108 3' - 0" 7' - 0" D 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 08 A HOLLOW METAL PAINT A5/AE-502 A5/AE-502 A5/AE-502 SIM. C4/AE-502

109 3' - 0" 7' - 0" B 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 06 A HOLLOW METAL PAINT D2/AE-502 D2/AE-502 D2/AE-502 SIM. C4/AE-502

110 3' - 0" 7' - 0" B 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 07 A HOLLOW METAL PAINT D2/AE-502 D2/AE-502 D2/AE-502 SIM. C4/AE-502

111 3' - 0" 7' - 0" D 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 10 D HOLLOW METAL PAINT B1/AE-502 B2/AE-502 A5/AE-502 SIM. -------------

112 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

113 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

114 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

115 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

116 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

117 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

118 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

119 3' - 0" 7' - 0" C 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 11 A HOLLOW METAL PAINT A5/AE-504 A5/AE-504 A5/AE-504 SIM ------------- STC 41 SOUND DOOR - SEE SPEC.

120 5' - 0" 7' - 0" F 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 14 E HOLLOW METAL PAINT B2/AE-503 B2/AE-503 B1/AE-503 ------------- PAIR OF BI-FOLD DOORS

121 5' - 0" 7' - 0" F 1 3/4" SOLID CORE WOOD TRANSPARENT NONE 14 E HOLLOW METAL PAINT B2/AE-503 B2/AE-503 B1/AE-503 ------------- PAIR OF BI-FOLD DOORS

 3/8" = 1'-0"C1
DOOR FRAME TYPES LEGEND

 3/8" = 1'-0"B1
DOOR TYPES LEGEND

ROOM FINISH SCHEDULE

ROOM
# ROOM NAME FLOOR FINISH BASE

BASE
FINISH

NORTH WALL
MATERIAL

NORTH WALL
FINISH

EAST WALL
MATERIAL

EAST WALL
FINISH

SOUTH WALL
MATERIAL

SOUTH WALL
FINISH

WEST WALL
MATERIAL

WEST WALL
FINISH CEILING MATERIAL CEILING FINISH

CEILING
HEIGHT COMMENTS

101 OPEN OFFICE * CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT LAY-IN ACOUSTIC PANEL NONE PROVIDE WALK OFF MAT IN LIEU OF CARPET IN AREA OF MAIN ENTRY

102 SECURITY CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT

103 TEL./COM. SEALED CONCRETE 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT

104 (NOT USED)

105 CLERKS CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT

106 PASSAGE SEALED CONCRETE 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT

107 T.R. SEALED CONCRETE 4" CERAMIC TILE (COVED) NONE GYP. BD. CERAMIC TILE/PAINT GYP. BD. CERAMIC TILE/PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT SLOPE CONCRETE SLAB TO DRAIN

108 T.R. SEALED CONCRETE 4" CERAMIC TILE (COVED) NONE GYP. BD. CERAMIC TILE/PAINT GYP. BD. CERAMIC TILE/PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT SLOPE CONCRETE SLAB TO DRAIN

109 REPAIR CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

110 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

111 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

112 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

113 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

114 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

115 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

116 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

117 READING CARPET 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. GLUE-UP ACOUSTIC TILE

118 MECHANICAL SEALED CONCRETE 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT OPEN TO STRUCTURE PAINT SLOPE CONCRETE SLAB TO DRAIN

119 KITCHENETTE SEALED CONCRETE 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT

120 CLOSET SEALED CONCRETE 4" RUBBER NONE GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT GYP. BD. PAINT
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* NOTE THAT THERE IS NO DOOR #106 IN THIS PROJECT



MATERIAL

WINDOW SCHEDULE

(R.O.)

HGT

WINDOW FRAME
M

A
R

K

#

WIDTH

SIZE

THK
TYPE

GLAZING

JAMB(R)
DETAIL

* FIELD VERIFY ALL DIMENSIONS *

FINISH
DETAIL
HEAD JAMB(L)

DETAIL DETAIL
SILL

OPERABLE REMARKS

101

102

103

104

105

107

108

A NOSEE TYPES4 1/2" ALUMINUM BRONZE ANODIZED5'-0"8'-0 1/2"

B4 1/2" ALUMINUM BRONZE ANODIZED5'-0"11'-0 1/2"

C4 1/2" ALUMINUM BRONZE ANODIZED1'-4"7'-5" (F.V.)

D4 1/2" ALUMINUM BRONZE ANODIZED1'-4"12'-8" (F.V.)

E4 1/2" ALUMINUM BRONZE ANODIZED2'-8"3'-6 5/8"

G6 1/8" HOLLOW METAL PAINTED4'-2"12'-4 25/32"

H6 1/8" HOLLOW METAL PAINTED4'-2"2'-9 7/8"

B4/AE-502 SIM. B3/AE-502 B4/AE-502 SIM. B4/AE-502 SIM.

B4/AE-502 SIM. B4/AE-502 SIM.B4/AE-502 B2/AE-502

NOSEE TYPES

NOSEE TYPES

NOSEE TYPES

NOSEE TYPES

NOSEE TYPES

NOSEE TYPES

D3/AE-502 D4/AE-502

D3/AE-502 D4/AE-502

D3/AE-502 D4/AE-502

D3/AE-502 D4/AE-502

D3/AE-502 D4/AE-502A2/AE-503

A4/AE-504 SIM. A4/AE-504

A4/AE-503 A1/AE-504

A4/AE-504 SIM. A4/AE-503

A1/AE-503 A4/AE-504 SIM.

C4/AE-504 SIM.

106 F4 1/2" ALUMINUM BRONZE ANODIZED2'-8"10'-11 3/8" NOSEE TYPESD3/AE-502 D4/AE-502A2/AE-504 A1/AE-503

"A"

GLAZING -
SEE GLASS
SCHEDULE

(REFERENCE
WINDOW #101)

2 2 2

222

2

2

2

2

2

2

2

2

2 2 2 2 2 2

2

5
' -

 0
"

8' - 0 1/2"

5
' -

 0
"

11' - 0 1/2"

1
' -

 4
"

1
' -

 4
"

12' - 8"

2
' -

 8
"

3' - 6 5/8"

1 1 1 1

12' - 4 25/32"

4
' -

 2
"

4
' -

 2
"

2' - 9 7/8"

"B" (REFERENCE
WINDOW #102)

"C" (REFERENCE
WINDOW #103) "D" (REFERENCE

WINDOW #104)

"E" (REFERENCE
WINDOW #105) "G" (REFERENCE

WINDOW #107) "H" (REFERENCE
WINDOW #108)

2" TYP. 2" TYP.

2" TYP. 2" TYP.

2" TYP. UNO
2" TYP. UNO

ALUMINUM
WINDOW
SYSTEM

GLAZING -
SEE GLASS
SCHEDULE

ALUMINUM
WINDOW
SYSTEM

GLAZING -
SEE GLASS
SCHEDULE

ALUMINUM
WINDOW
SYSTEM

GLAZING -
SEE GLASS
SCHEDULE

ALUMINUM
WINDOW
SYSTEM

GLAZING -
SEE GLASS
SCHEDULE

HOLLOW METAL
FRAME SYSTEM
- PAINT

7 7/8"7 7/8"

7' - 5"

2 2 2 2

2
' -

 8
"

10' - 11 3/8"

"F" (REFERENCE
WINDOW #105)

2" TYP.

GLAZING -
SEE GLASS
SCHEDULE

ALUMINUM
WINDOW
SYSTEM

GLASS SCHEDULE
TYPE 1: 1/4" CLEAR FLOAT GLASS TEMPERED

TYPE 2: PPG SOLARBAN 60 (2) SOLARBRONZE + CLEAR OR 
APPROVED EQUAL.

TYPE 3: PPG SOLARBAN 60 (2) SOLARBRONZE + CLEAR TEMPERED OR
APPROVED EQUAL.

TYPE 4: 9/16" LAMINATED / SECURITY GLAZING MADE OF 1/4" & 
1/4" CLEAR GLASS WITH INTERLAYER - STC 38 SAFLEX 
OR APPROVED EQUAL.

#

01

WALL TYPES LEGENDM
A

R
K

02

03

04

3 5/8" 20 ga. metal
studs at 16” o.c. with
5/8” type "X" drywall
each side (Use water
resistant gyp. bd. in
lieu of type "X" at all
tiled walls)

DESIGNATION DESCRIPTION
SOUND
RATING

FIRE
RATING

NOMINAL
WIDTH

ACTUAL
WIDTH

None 5" 4 3/4"
07

DESIGNATION DESCRIPTION
SOUND
RATING

FIRE
RATING

NOMINAL
WIDTH

ACTUAL
WIDTH

DESIGNATION DESCRIPTION
SOUND
RATING

FIRE
RATING

NOMINAL
WIDTH

ACTUAL
WIDTH

M
A

R
K

M
A

R
K

3 5/8" 20 ga. metal
studs at 16” o.c. with
5/8” drywall one side

None None 4" 4 1/4"

3 5/8" 20 ga. metal
studs at 16” o.c. with
½” resilient clip one
side and 5/8” drywall
both side. Provide  3”
sound attenuation
blankets between
studs

Yes 5" 5 3/8"

6" 20 ga. metal studs
at 16” o.c.  ½” resilient
clips on one side and
5/8” drywall on both
sides.   Provide  3”
sound attenuation
blankets between
studs.

Yes None 8" 7 3/4"

Prefinished wall panel on
7/8" hat channels (by
metal building
manufacturer) on 6", 20
ga. metal studs at 16" o.c.
- Provide (2) layers of
faced R-13 batt insulation
at all exterior walls (see
building and wall sections)

None None 8" 7 5/8"

05
6" 20 ga. metal studs
at 16” o.c. with  5/8”
drywall on both sides.

None None 7" 7 1/4"

08
None 8" 8 1/4"

06
3 5/8" 20 ga. metal
studs at 16” o.c. with
5/8” type "X" drywall
each side. This wall
type is to run to the
underside of the roof
deck and have gyp.
bd. installed full height
(to deck) both sides
of wall.

None 5" 4 3/4"

NonePrefinished wall panel on
7/8" hat channels (by metal
building manufacturer) on 6",
20 ga. metal studs at 16" o.c.
- 5/8" type "X" gyp. bd. on
interior surface - Provide (2)
layers of faced R-13 batt
insulation at all exterior walls
(see building and wall
sections)

09
5/8" Type "X" gyp. bd. on 3-
5/8" 20 ga. metal studs at
16" o.c. - 8" girt space -
Prefinished metal wall panels
at exterior side of girts. -
Provide (2) layers of faced
R-13 batt insulation at all
exterior walls

None 10" 9 7/8"None

10
Prefinished wall panel (both
sides) on 7/8" hat channels
both sides (panels and hat
channels by metal building
manufacturer) on double
back to back 3 5/8", 20 ga.
metal studs at 16" o.c.

None None 10 1/2" 10 1/2"

11
Yes 11" 11"None

12
(2) Layers of 5/8" Type "X"
gyp. bd. on 1/2" resilient
channels on 3 5/8" 20 ga.
metal studs at 16" o.c., and
(2) layers of 5/8" type "X" gyp
bd. opposite side. Provide 3"
sound attenuation blanket
between studs (typ.) -
Stagger all gyp. bd. joints and
caulk perimeter of wall.

Yes 6 5/8" 6 5/8"None

NOT USED

NOT USED

None

None

None

NOT USED

NOT USED

NOT USED

(2) Layers of 5/8" Type "X"
gyp. bd. on 1/2" resilient
channels on 3-5/8" 20 ga.
metal studs at 16" o.c. - 8"
girt space - Prefinished metal
wall panels at exterior side of
girts. - Provide (2) layers of
faced R-13 batt insulation at
all exterior walls

NOTE:
WITH THE EXCEPTION OF THE SOUND
WALLS AT THE READING ROOMS, ALL

SOUND RATED WALLS ARE TO BE RUN
UP TO THE DECK ABOVE WITH A SLIP

JOINT AT HEAD OF WALL AND HAVE
ALL GAPS SEALED WITH SOUND

RATED MATERIAL - SEE BUILDING AND
WALL SECTIONS FOR INFORMATION

ON THE SOUND RATED WALLS AT THE
READING ROOMS

NOTE:
ALL NON-FIRE RATED, NON-

STRUCTURAL AND NON-SOUND RATED
INTERIOR PARTITIONS AND FURRED

WALLS ARE TO RUN TO 6" ABOVE THE
CEILING AND BE BRACED TO THE

STRUCTURE AT 4'-0" O.C.

NOTE:
THE WALL TYPES LEGEND DESCRIBES
THE "CORE"  WALL TYPE / MATERIALS/

WIDTHS ONLY - FINISHES SUCH AS PAINT,
CERAMIC TILE, SEALERS ETC. ARE

INDICATED IN THE FINISH SCHEDULE -
COORDINATE AS REQUIRED.

IMPORTANT WALL TYPE NOTES
COORDINATE AS REQUIRED
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